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Executive Summary 

Introduction 
BPA is committed to managing its security system infrastructure and implementing security enhancement 
project plans through risk informed processes, while minimizing the overall costs under prudent asset life-
cycle management strategies.  Consistent with the public’s expectations, BPA protects its workforce, 
systems, information and facilities that are integral to accomplishment of its mission while ensuring that 
its security system planning strategies do not pose undue risks or costs to the interests of customers and 
citizens of the Pacific Northwest.   

The Office of Security and Continuity of Operation (OSCO) is accountable for the protection of BPA 
assets comprised of more than 300 facilities, with a total value estimated at $4.5 billion dollars1

Keeping a balance between risk-based protection programs, compliance driven initiatives and costs has 
been a growing challenge for BPA.  Capital enhancements are dominated by methodologies prescribed by 
regulatory entities, leaving little room for risk-informed protection strategies developed through security 
risk assessments and surveys or in response to reported security incidents.   

. OSCO 
also provides protection and security to approximately 5,000 employees and contractors, as well as 
thousands of visitors each year.  OSCO is ultimately responsible for the design and efficacy of the 
security infrastructure that must be compliant with ever-evolving regulatory requirements, yet balanced 
with the operational needs and acceptance of the infrastructure owner (e.g., Transmission Services (TS)). 
Further, the proposed protection strategies must be included within the operations and maintenance scope 
of Information Technology (NJS) and Facilities Asset Management (FAM) groups who are considered the 
“asset owners” of the individual components that make up the security system. Close to 100 facilities 
contain security systems, which require ongoing maintenance to ensure performance and protection 
standards are in line with security policies and compliance requirements.  This number continues to grow 
with new BPA infrastructure construction and the need for integrating the identification/categorization of 
new critical or high priority facilities that require protection.   

Figure A. Evolution of Security  

1997           1998 1999  2000     2001     2002      2003    2004  2005     2006      2007     2008     2009  2010     2011    2012  2013

Oklahoma 
City Bomb

911 Attacks
Presidential  

Critical 
Infrastructure 

Directive

NERC  CIP
Reliability
Standards

NERC  
Reliability
Standards 
Revised

Arming of guards
focus on HQ security

Incident 
response
& theft 

Expansion of 
critical sites,
renewals 
of smart cards,
deployment of GSP,
focus on asset 
management plans

24/7 Alarm monitoring, DHS threat level response,
focus on personnel security (smart cards), first

version of critical site designation and protection

Development of CASP in response to 
NERC CIP, DOE GSP requirements and 
HSPD-12, implementation of maintenance, self 
assessment and performance testing programs

External Events

$3.6 m

$8.5m
Operating Budget

HSPD -12 
Access 
Security  
Standards

DOE GSP
Requirement

$5.5m

$0.5m

Capital Budget

Focus on
Incident 
Response

Focus on
Regulatory
Compliance

Internal Response

Internal Direction/Oversight                                              External Agencies Direction/Oversight

Actions & Decisions have 
relatively  low 
consequence & Impact

Actions & Decisions 
have relatively  high 
consequence & Impact  

                                                 
1 Asset value is based on FY 2010 financials excluding generation facilities which are outside the scope of the security program  
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Purpose and Scope of Strategy 
The purpose of BPA’s Security Infrastructure Asset Management Strategy is to integrate management of 
the security systems with prioritization and resourcing strategies that support BPA and stakeholder 
interests, while ensuring that the design, installation and maintenance of physical and personnel security 
systems for BPA’s critical infrastructure are consistent with requirements, guidelines, provisions and 
principles prescribed by the North American Electric Reliability Corporation (NERC), Federal Energy 
Regulatory Commission (FERC), U.S. Department of Energy (DOE), and U.S. Department of Homeland 
Security (DHS) as outlined in Presidential Decision Directives. 

The Security Infrastructure Asset Management Strategy will accomplish its objectives of Compliance, 
Life Safety, Critical Infrastructure Protection and Performance Assurance through a prioritized 
deployment of both initial security system installation as well as subsequent life-cycle maintenance to 
address the ever changing security threats and compliance requirements, while balancing sound business 
and asset management principles.   

BPA defines a security asset as material, equipment, software or hardware that is used for the primary 
purpose of providing security.  These assets or components make up systems that collectively provide 
various levels of physical security and personnel security as demonstrated by the table below.  

Table A. Systems and Component Overview  
Systems Purpose Asset Types Include 

Protective 
Barrier 

Provide a physical barrier between adversary and target.  
Protective barriers delay an adversary’s attempts to gain entry or 
cause damage to critical components.   

• Fence 
• Gate 
• Padlock 

• Chains 
• Barbed wire 
• Door 

Access 
Control 

Allow for logging and monitoring of access, as well as secure 
site as they are less prone to forced entry.  

• Card reader 
• Door contact 

• Electronic locks 
• Magnetic lock 

Intrusion 
Detection 

Provide warning of pending intrusion and notification of an 
intrusion by unauthorized people.  

• Motion detectors 
• Fence detection 

systems 

• Motion sensing 
cameras 

Surveillance Video surveillance systems allow for the real time viewing of 
activity as well as the ability to review activity in the past to 
assess alarms related to inputs. 

• Fixed cameras 
• PTZ cameras 
 

• DVR/NVR 
• Protective 

covers, domes  
Lighting Lighting used specifically to address a security need, whether 

after dark camera operation or to illuminate an area of security 
concern. 

• Entrance or gates 
• Camera lights 

• Perimeter lights 
•  

Early 
Intrusion 
Detection 

Extension of the intrusion detection system which includes 
capability to detect activity outside the perimeter of the facility 
and provides early warning of potentially malevolent activity.   

• High definition 
(HD), infrared 
(IR), motion 
detection (MD) 
video surveillance  

• Seismic 
detection 

• Exterior MD 
• Outward facing 

lighting 
IT Support 
Systems  

Underlying IT infrastructure that supports security systems and 
information. 

• Servers Network  • Applications  
• Database  

Access 
Credentials 

Ensures that only authorized individuals have access to BPA 
facilities, information, and assets. 

• Local site security 
only (LSSO) badge  

• Smart Cards 

Access 
Credential 
Production  

Equipment that supports record storage and production 
requirements for access credentials. 

• Printing station 
• Electriever file 

system  

• Light activation 
station 

• Finger print statio  
Screening Ensure that contraband such as weapons, firearms, controlled 

substances are not brought into BPA facilities. 
• X ray machines 

 
• Metal detectors 

 

ER 
Equipment 

Supplies and materials that outfit first responders and building 
wardens with the tools to do their jobs during emergencies. 

• Warden supplies 
(e.g. flashlights) 

• First responder 
supplies  
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Chart A. Physical Security System CharA Components Overview by Type 
                                                                   (Percentage based on total number of inventoried components) 

 BPA has undergone several waves of security 
enhancements which resulted in the deployment 
of physical security assets.  Chart A depicts the 
array of physical security components currently 
being operated and maintained.  Criticality of a 
system or component is determined by the 
impact of its failure on maintaining security 
compliance (e.g. NERC CIP, HSPD-12, etc.) and 
security system effectiveness (e.g. identified by 
the SPAP).  Currently, there are approximately 
780 components that have been identified as 
critical for maintaining security compliance and security system effectiveness.  Currently, 20% of total 
critical components are past their manufacturer’s recommended service life.  By FY2015, 100% will reach 
their mean-time-to-failure (MTTF) as the majority have an estimated service life of 5 years and were 
installed in FY2009. 

Chart B.  Smart Card Production Cost Detail 
In addition to physical security assets, BPA’s Office 
of Security and Continuity is managing more than 
4,200 access credentials (i.e., Smart Cards) for BPA 
employees and contractors in support of HSPD-12 
and NERC CIP.  Additionally, there are 
approximately 1,300 local site security only (LSSO) 
access credentials that must be managed.  Each Smart 
Card and LSSO has an initial production cost, as well 
as maintenance and replacement fees which are 
supported by OSCOs budget.  Smart Cards also have 

update and replacement cycles dictated by the General Services Administration (GSA).  Under ideal 
conditions, a Smart Card costs $423 to produce.  This amount includes the cost of initial LSSO badge as 
detailed in Chart B. 

Key Accomplishments and Historic Backdrop 
BPA has made great strides in strengthening its security posture by initiating several operational 
excellence initiatives, which include 1) organizational realignment supporting a newly developed security 
strategy; 2) process redesign to support security’s capital program; 3) resurrection of an IT support team 
dedicated to meeting ongoing needs of security as it transitions from mechanical and analog systems to 
digital and information based systems; 4) improved security asset inventory tracking system allowing for 
better trending and maintenance planning. These initiatives, which will provide a long term benefit, did 
require a temporary delay in starting the Tier 22

Prior to 2011, physical security system maintenance costs covered within OSCOs security budget were 
limited to repairs and replacements completed in the Headquarters, Van Mall, and Ross Complex 
facilities.  Substation security maintenance was managed by Transmission Services.  In 2011, 
maintenance funding was transferred from Transmission Services to OSCO in support of security system 

 critical infrastructure protection.  This resulted in under 
spending of FY 2010 and FY 2011 security capital. 

                                                 
2 Tier 2 is a designation of level of criticality of the site in accordance with DOE’s graded security policy where Tier 1 is most 
critical and Tier 4 is essential 
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2007 2008 2009 2010 2011

Transmission Facilities $1,025,561 $1,225,533 $3,185,952 $541,653 $482,339 

Corporate Facilities $106,337 $53,180 $37,559 $194,978 $70,502 
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performance testing and security system maintenance activities for the field sites.  This change better 
aligns the security subject matter expertise with direct oversight of the security maintenance, design, 
performance testing, and vendor activities supporting a complex and ever-evolving security system.   

Chart C. Historic Physical  Security System Maintenance  
Chart C provides 

historic maintenance 
costs paid collectively 

by OSCO and 
Transmission for 

maintaining physical 
security systems. (Note: 

A sharp increase in 
2009 is due to one-time 
system design work in 

support of NERC CIP.) 

 
 

Chart D. Historic Activity for Access Credentials  
As evident by Chart D, BPA 
has experienced an increase 
in the number of access 
credentials issued year-over-
year as measured by the 
number of personnel identity 
verifications conducted. The 
primary driver behind this 
trend has been an increase in 
the number of contract staff 
supporting new transmission 
construction projects.  This 
trend is expected to level out 
starting in FY2013.   

Drivers and Initiatives 
The drivers behind the asset strategy are protection requirements identified in the following BPA plans 
and policies: 

• Critical Asset Security Plan (CASP) – The CASP integrates all security compliance 
requirements (i.e. NERC CIP, HSPD-12, DOE’s GSP) related to protection of critical 
infrastrucutre into a comprehensive implementation strategy. 
 

• System Performance Assurance, Component Testing and Preventative Maintenance 
Program (SPAP) – In accordance with DOE O 473.3, the purpose of BPAs performance testing 
program is to ensure the security systems are tested and maintained on a regular basis, with 
corrective maintenance addressed comensurate with the level of criticality and location of the 
system.   

A sharp increase in 
2009 is due to system 
design work in support 
of NERC CIP. 
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• Personal Identify Verification (PIV) and Personal Risk Assessment (PRA) Policy – As 
required by HSPD-12, the intent of this policy is to ensure an entrusted workforce to protect BPA 
assets from harm or misuse. 

 Seven initiatives for meeting the strategic objectives are summarized in Table B.   

Table B. Strategic Initiatives  
Drivers Objectives Initiatives 10 years Cost 
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n 1. Protection of Critical Transmission Assets 
Installation of security systems at most critical 
transmission substations with a Tier 23

Cap: Total cost 
for Tier 2s est. 
$36.4 M  protection level. 
Exp: $0.135 M 
per site every 5 
years 

2. NERC CIP Requirements  
Installation of security enhancements required by NERC 
CIP for the protection of Critical Cyber Assets (CCAs). 

Cap: $18.7 M 
through version 5  

3. Protection of Essential (Tier 4) Assets 
Improving or enhancing security systems at essential 
sites, as well as addressing repeated security incidents. 

Cap: $3.50 M 
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4. Performance Testing & Preventative Maintenance  
Annual assessment of security systems through 
performance tests, leading to repair or replacement of 
components that may impact performance or compliance. 

Exp: $0.84 M 

5. Replacement and Renewal Program 
Replacement of critical components in anticipation of 
failure4

Exp: $3.90 M 

. Replacement upon failure of non-critical 
components.  Strategic phase-out of components no 
longer technological viable (e.g., analog to digital 
conversion). 

 
(Can capitalize 
$1.90 M if 
funding is 
available) 

6. System Reliability Projects 
Ensure security system reliability through projects 
designed to close gaps identified by technical team 
assessments of the security infrastructure (e.g. 
Uninterruptable Power Systems (UPS)). 

Exp: $0.40 M 
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7. Access Credentials (Smart Cards) 
Continually assess, forecast and plan for fluctuations in 
Smart Card activity, with focus on risk mitigation and 
uninterrupted access of cleared workforce. 

Exp: $3.93 M    

                                                 
3 Tier 2 is a designation of level of criticality of the site in accordance with DOE’s graded security policy where Tier 1 is most 
critical and Tier 4 is essential 
4 Life cycle based on manufacturer recommendations and fail rates. 
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Risks 
Each initiative identified in Table B targets specific risks. Foregoing these initiatives or delaying 
implementation exposes the Agency to an array of consequences identified in Table C. 
 
Table C. Risks of Foregoing Implementation 

 
1. Protection of Critical Transmission Assets 
Continual exposure to “medium risk5

2. NERC CIP Requirements  

” of terrorist attack which, if actualized, could result in the loss of 
critical transmission facilities with a) an extreme consequence to the bulk electric system; b) major 
economic impact to regional customers and economy; and c) severe, observable impact and orders for 
substantial corrective action, including some mandatory changes in BPA operation or administration.    

Risk of unauthorized access to critical cyber assets, as well as findings by regulatory entities within one 
year leading to possible financial sanctions, mandated policy changes and public criticism. 

3. Protection of Essential (Tier 4) Assets 
Inability to replace or update obsolete security systems compromising protection of essential facilities 
such as the Headquarter building. 
Increased exposure to criminal activity.  Historically, this costs the Agency $270,000 per year6

4. Performance Testing & Preventative Maintenance  

 on the 
low range, as well as risks system reliability by the possibility of collateral damage to transmission 
equipment during an incident such as vandalism or theft.   

Lack of awareness of failing or faulty security systems and equipment leading to a) compromised 
protection of critical infrastructure; b) strain on limited resources to support O&M activity; c) non-
compliance with DOE order; and d) criticism by regulatory entities due to unplanned outages of critical 
security systems.  

5. Replacement and Renewal Program 
Failing or faulty security systems and equipment leading to a) compromised protection of critical 
infrastructure; b) strain on limited resources to support O&M activity; and c) criticism by regulatory 
entities due to unplanned outages of critical security systems. 

6. System Reliability Projects 
Gaps in current systems and processes preventing or delaying execution of implementation or O&M 
projects to address weaknesses in the current security infrastructure.  This can result in a) compromised 
protection of critical infrastructure; and b) criticism by regulatory entities due to failure of critical 
security system. 
7. Access Cridentials (Smart Cards) 
Exposure of BPA people, critical assets, facilities and information to access by individuals with intent to 
harm or misuse them. Risk of being non-compliant with HSPD-12 and NERC CIP resulting in severe, 
observable impact and orders for substantial corrective action, including some mandatory changes in 
BPA operation or administration.  

                                                 
5 DHS has assessed critical national infrastructure assets, including high voltage transmission facilities such as BPAs, at 
“Medium Risk” of terrorist attack; meaning there is credible information suggesting sites such as these are of interest to both 
international and domestic terrorist groups. 
6 Annual loss of $270,000 is calculated using total reported loss of $2.2 million in eight years. Loss value excludes labor.  
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Prioritization 
Initiatives are prioritized so that once all mandated compliance obligations are met, the focus is on risk-
driven protection.  Within each initiative, priorities for both new installations and existing system 
maintenance are determined by the level of criticality of the facility as well as the criticality of the 
protection system or component7

Figure C. Priority Matrix   

.  Currently, all initiatives for the FY2012 to FY2021 timeframe are 
driven by compliance, and therefore considered high priority by the prioritization schema showns in 
Figure C.    

 

Baseline Capital Plan for FY 2012 - FY 2021 
With increasing cost of NERC CIP compliance, the capital allocation through FY 2015 is insufficient to 
meet minimum requirements.  This is primarily due to NERC CIP version 5, which is estimated to cost in 
the range of $9.3 to $12.5 million with a mandatory implementation date of as early as January 1, 2015.  
Within the current funding the capital program includes the following: 

• Initiative 1 - Implementation of Tier 2 protection at most critical transmission substations. 
• Initiative 2 - NERC CIP versions 2 through 5 required security system enhancements  
• Initiative 3 – Protection of non-transmission and Tier 4 transmission sites  
• Initiative 5 – Capitalized renewal of critical components no longer technologically viable or at risk 

of failure due to exceeding life-cycle. 

Table D shows the capital strategy which meets base capital over 10 years and stays within the annual 
forecast through FY 2015.   

Table D. Baseline Capital Scenario ($000s) 

FY 2010 IPR Budget 4,190 4,948 4,947 4,942 5,700 5,699 6,232 5,443 5,445 5,436 52,982
Initiative FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total

1 Tier 2 Critical Site Protection 2,900 -   -   -   3,377 4,153 5,897 6,103 4,152 5,673 32,255
1 Tier 3 Critical Site Protection -   -   -   -   -   -   -   -   -   0
2 NERC CIP Version 2 & 3 at 17 sites 450 - - - - - - - - - 450
2 NERC CIP Version 2 & 3 at 36 sites 840 800 -   -   -   -   -   -   -   -   1,640
2 NERC CIP Version 4 at 33 sites -   4,148 - - - - - - - 4,148
2 NERC CIP Version 5* -   -   4,947 4,942 2,600 - - - - - 12,489
3 Non-Transmission & Tier 4 Sites Protection - - - - - 1,000 - - - - 1,000
5 Capital update of failing systems -   - - - - - - - 1,000 - 1,000

TOTAL CAPITAL 4,190 4,948 4,947 4,942 5,977 5,153 5,897 6,103 5,152 5,673 52,982

Delta between budget and project estimates 0 0 0 0 277 -546 -335 660 -293 237 0
*Baseline funding will not allow to meeting compliance deadline. 

                                                 
7 Criticality of a system or component is determined by the impact of its failure on maintaining security compliance (e.g. 
NERC CIP, HSPD-12, etc.) and security system effectiveness (e.g. identified by the SPAP).   
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The baseline scenario requires suspending protection of critical transmission assets for three years, 
foregoing protection of essential (Tier 4) assets and using expense to maintain failing systems for the next 
nine years impacting the maintenance budget by $1.9 million8.  Under this funding model BPA is exposed 
to risks identified under initiatives 1, 3 and 5 in Table C. Furthermore, preliminary analysis suggests that 
implementing requirements under NERC CIP Version 5 yields very low return on investment when 
considering security risk reduction9 as compared to the financial investment10

Recommended Capital Plan for FY 2012 - FY 2021 

.  In contrast, Tier 2 Critical 
Site protection results in a significant risk reduction at the treated site based on the level of investment. In 
essence, compliance is jeopardizing protection. 

To meet compliance obligations and achieve its primary mission of protection, OSCO recommends an 
alternative scenario identified in Table E below.  This scenario requires reshaping the base over 10 years 
and adding another $10 million dollars to the base. 
Table E. Alternative Capital Scenario ($000s) – RECOMMENDED 

FY 2010 IPR Budget 4,190 4,948 4,947 4,942 5,700 5,699 6,232 5,443 5,445 5,436 52,982
Initiative FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total

1 Tier 2 Critical Site Protection 2,900 3,377 4,153 3,200 5,887 7,070 5,710 4,145 -   -   36,442
1 Tier 3 Critical Site Protection -   -   -   -   -   -   -   -   1,000 1,000 2,000
2 NERC CIP Version 2 & 3 at 17 sites 450 -   - - - - - - - - 450
2 NERC CIP Version 2 &3 at 36 sites 840 800 -   -   -   -   -   -   -   -   1,640
2 NERC CIP Version 4 at 33 sites -   4,125 -   - - - - - - - 4,125
2 NERC CIP Version 5 -   - 12,500 -   -   -   -   -   -   -   12,500
3 Non-Transmission and Tier 4 Sites Protection - 500 500 - 500 500 500 500 - 500 3,500
5 Capital update of failing systems - - - 900 - - - - 1,000 - 1,900

TOTAL CAPITAL 4,190 8,802 17,153 4,100 6,387 7,570 6,210 4,645 2,000 1,500 62,557

Delta between budget and project estimates 0 3,854 12,206 -842 687 1,871 -22 -798 -3,445 -3,936 9,575
 

Chart E. Total Material Loss Since 2003 by Incident Type 
(Excludes cost associated with labor, loss of load or lost of productivity) 

This additional investment is 
expected to yield a return on 
investment at an estimated $2 
million over ten year period 
due to reduction in criminal 
activity and restored 
productivity. Table F shows 
that over 8 years BPA has lost 
$2.2 million in material costs. 
These crime statistics reported 
to OSCO do not include cost of 
labor.  

                                                 
8 See Tables F and G for comparison. 
9 Risk reduction is measured by the deference in the risk rating before and after system deployment using a streamlined Risk 
Assessment Methodology for Transmission (RAM-T). 
10 ROI is calculated based on normalized risk rating for various adversary types divided by average cost per site. 
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Expense Plan for FY 2012 - FY 2021 
The maintenance program includes the following: 

• Initiative 4 - Performance testing and preventative maintenance. 
• Initiative 5 - Replacement of life limited components (planned and upon failure). 
• Initiative 5 - Tier 2 Site Maintenance (dependent on capital availability) 
• Initiative 6 - Projects to improve security system reliability.  
• Initiative 7 - Smart Card production and maintenance. 

Table F shows the maintenance model based on the baseline capital scenario in Table D. 

Table F. Expense Plan for FY 12 – FY 21($000s): BASELINE CAPITAL ALTERNATIVE 

Initiative FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total
4 Site Visits and PM Checks 60 60 90 90 90 90 90 90 90 90 840
5 Replacement Upon Failure 150 200 210 221 232 243 255 268 281 295 2,355
5 Planned Replacement 201 235 235 843 34 235 235 235 843 - 3,094
5 Tier 2 Maintenance - - 5 10 30 80 10 20 60 170 385
6 System Reliability Projects 250 100 50 - - - - - - - 400

Physical Security Subtotal 661 595 590 1,163 385 648 590 613 1,274 555 7,075

7 Personnel Security Subtotal 330 350 340 580 450 390 370 370 340 410 3,930

Grand Total 991 945 930 1,743 835 1,038 960 983 1,614 965 11,005
 
In contract, the alternative capital scenario outlined in Table E would have the following expense plan which 
is nearly $2 million less as a result of capitalized maintenance / upgrade projects in FY 2015 and FY 2020.    

Table G. Expense Plan for FY 12 – FY 21($000s): RECOMMENDED CAPITAL ALTERNATIVE 

Initiative FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total
4 Site Visits and PM Checks 60 60 90 90 90 90 90 90 90 90 840
5 Replacement Upon Failure 150 155 174 179 185 190 196 202 208 214 1,853
5 Planned Replacement 201 235 235 Cap 34 235 235 235 Cap - 1,409
5 Tier 2 Maintenance - - 5 Cap 45 125 130 140 Cap 190 635
6 System Reliability Projects 250 100 50 - - - - - - - 400

Physical Security Subtotal 661 549 554 269 353 640 651 667 298 494 5,137

7 Personnel Security Subtotal 330 350 340 580 450 390 370 370 340 410 3,930

Grand Total 991 899 894 849 803 1,030 1,021 1,037 638 904 9,067
 

Summary 
NERC CIP has overshadowed all other capital initiatives.  NERC CIP Version 5 meets complience yet 
provides no measurable security risk reduction. Whereas protection of critical and essential facilities meets 
both complience and protection requirements, as well as reduces expense by $2 million and prevents losses 
due to criminal activity. 
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1. Asset Management Objectives, Scope and Strategic Direction  

1.1. Objectives 
The goal of the Security Infrastructure Asset Management Strategy is to establish a prioritization strategy 
for both initial security system deployment and subsequent life-cycle maintenance to address the ever 
changing security threats and compliance requirements, while balancing sound business and asset 
management principles, to ensure the following long-term outcomes:    

• Compliance – BPA is in compliance with all security requirements (e.g., NERC CIP, HSPD-12, 
DOE’s Graded Security Policy (GSP)). 

• Life Safety – BPA workforce and visitors are protected and equipped to deal with emergencies. 

• Critical Infrastructure Protection (CIP) – Critical and essential BPA infrastructure is protected 
commensurate with the level of criticality. 

• System Performance Assurance – Installed systems are assessed and maintained on a regular 
basis to mitigate the risk of unplanned security system outages or failures that could result in 
compromised protection or compliance violations. 

These objectives align with BPA’s strategic direction in the following ways: 

• Strategic Objective S1 – Policy & Regional Actions 
Impact: Protecting BPA's Critical Transmission assets supports system reliability.  

• Strategic Objective S9 – Stakeholder Satisfaction 
Impact: Customers expect BPA to protect its critical transmission infrastructure.  

• Strategic Objective I4 – Asset Management 
Impact:  BPA's valued assets and property are protected from loss or damage. 

• Strategic Initiative I7 – Risk-Informed Decision Making & Transparency 
Impact:  This protection strategy utilizes a risk informed process to prioritize the protection of 
critical assets. 

• Strategic Initiative P4 – Positive Work Environment 
Impact:  Protection of employees supports safety in the workplace. 

1.2. Service Provided 
Transmission Services is a primary client of OSCO.  Although more than 90 percent of maintenance 
activities and budget are dedicated to supporting critical transmission infrastructure protection and 
issuance of access credentials (LSSOs and Smart Cards) to Transmission workforce, BPA has dedicated 
resources for Tier 4 essential facilities such as the Headquarters building, Ross Complex, Van Mall, 
Eugene Starr Complex, etc.   

Security assets provide the following services to its clients: 

• Protection of employees 
• Protection of critical, national infrastructure  
• Protection of critical cyber assets and information 
• Reduction in security incidents and criminal activity 
• Support transmission grid reliability and regulatory compliance requirements 
• Access control to federal facilities 
• Emergency and evacuation aid 
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1.3. Strategy 
The strategy for achieving the goals of Compliance, Life Safety, Critical Infrastructure Protection and 
Performance Assurance is the prioritized implemention of protection requirements identified in the 
following BPA plans and policies: 

• Critical Asset Security Plan (CASP) – The CASP integrates all security compliance 
requirements (i.e. NERC CIP, HSPD-12, DOE’s GSP) related to protection of critical 
infrastrucutre into a comprehensive implementation strategy. 

• System Performance Assurance, Component Testing and Preventative Maintenance 
Program (SPAP) – In accordance with DOE O 473.3, the purpose of BPA’s performance testing 
program is to ensure the security systems are tested and maintained on a regular basis, with 
corrective maintenance addressed commensurate with the level of criticality of system and 
location of system.   

• Personal Identify Verification (PIV) and Personal Risk Assessment (PRA) Policy – As 
required by HSPD-12 and NERC CIP standards, the intent of this policy is to ensure an entrusted 
workforce to protect BPA assets from harm or misuse. 

Strategic initiatives to meet the asset management objectives are identified in Table 2, qualified by risks 
associated with foregoing implementation.   

Table 1. Strategic Initiatives  

Drivers Objectives Initiatives Risks of Foregoing Implementation 10 Year Cost 
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1. Protection of Critical 
Transmission Assets 
Installation of security 
enhancements at most critical 
Transmission substations with a 
Tier 211

Continual exposure to “medium risk

 or Tier 3 protection level. 

12 Cap: Total 
cost for  
Tier 2s  
est. $36.4 M 

” of 
terrorist attack which, if actualized, could 
result in the loss of critical transmission 
facilities with a) an extreme consequence 
to the bulk electric system; b) major 
economic impact to regional customers 
and economy; and c) severe, observable 
impact and orders for substantial 
corrective action, including some 
mandatory changes in BPA operation or 
administration.    

Exp:$0.135 M  
per site every 
5 years 

2. NERC CIP Requirement  
Installation of security 
enhancements required by NERC 
CIP for the protection of Critical 
Cyber Assets (CCAs). 

Risk of unauthorized access to critical 
cyber assets, as well as findings by 
regulatory entities within one year, leading 
to possible financial sanctions, mandated 
policy changes and public criticism. 

Cap: $18.7 M 
through 
version 5  

                                                 
11 “Tier” is a designation of level of criticality of the site in accordance with DOE’s graded security policy where Tier 1 is most 
critical, and Tier 4 is essential 
12 DHS has assessed critical national infrastructure assets, including high voltage transmission facilities such as BPAs, at 
“Medium Risk” of terrorist attack; meaning there is credible information suggesting sites such as these are of interest to both 
international and domestic terrorist groups. 
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3. Protection of Essential  
(Tier 4) Assets 
Improving or enhancing security 
systems at essential sites, as well 
as addressing repeated security 
incidents. 

Inability to replace or update obsolete 
security systems compromising protection 
of essential facilities such as the 
Headquarter building increases exposure 
to criminal activity at less critical 
transmission sites.  Historically, this costs 
the Agency $270,000 per year13

Cap: $3.5 M 

 on the 
low range, as well as risks system 
reliability by the possibility of collateral 
damage to transmission equipment during 
an incident such as vandalism or theft.    
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4. Performance Testing & 
Preventative Maintenance  
Annual assessment of security 
systems through performance 
tests, leading to repair or 
replacement of components that 
may impact performance or 
compliance. 

Lack of awareness of failing or faulty 
security systems and equipment, leading to 
a) compromised protection of critical 
infrastructure; b) strain on limited 
resources to support O&M activity; c) 
non-compliance with DOE order(s); and 
d) criticism by regulatory entities due to 
unplanned outages of critical security 
systems.  
 

Exp: $0.84 M 

5. Replacement and Renewal 
Program 
Replacement of critical 
components in anticipation of 
failure14

 

. Replacement upon 
failure of non-critical components.  
Strategic phase-out of components 
no longer technological viable 
(e.g., analog to digital conversion). 

Failing or faulty security systems and 
equipment leading to a) compromised 
protection of critical infrastructure; b) 
strain on limited resources to support 
O&M activity; and c) criticism by 
regulatory entities due to unplanned 
outages of critical security systems. 

Exp: $3.9 M 
 
(Can 
capitalize  
$1.9 M if 
funding is 
available) 

6. System Reliability Projects 
Ensure security system reliability 
with projects designed to close 
gaps identified by technical team 
assessments of the security 
infrastructure (e.g. Uninterruptable 
Power Systems (UPS)). 

Gaps in current systems and processes 
preventing or delaying execution of 
implementation or O&M projects to 
address weaknesses in the current security 
infrastructure.  This can result in a) 
compromised protection of critical 
infrastructure; d) criticism by regulatory 
entities due to failure of critical security 
system.  

Exp: $0.40 M 
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7. Access Cridentials (Smart 
Cards) 
Continually assess, forecast and 
plan for fluctuations in Smart Card 
activity, with focus on risk 
mitigation and uninterrupted 
access of cleared workforce. 
 

Exposure of BPA people, critical assets, 
facilities and information to access by 
individuals with intent to harm or misuse 
them. Risk of being non-compliant with 
HSPD-12 and NERC CIP resulting in 
severe, observable impact and orders for 
substantial corrective action, including 
some mandatory changes in BPA 
operation or administration.  

Exp: $3.93 M 

                                                 
13 Annual loss of $270,000 is calculated using total reported loss of $2.2 million in eight years. Loss value excludes labor.   
14 Life cycle based on manufacturer recommendations and fail rates. 
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2. Asset Category Overview 

2.1. Definition 
Unlike most assets, security assets are owned by other organizations.  The assets collectively make up 
security systems and overarching security infrastructure, with OSCO providing oversight and security 
expertise. In some cases, such as Smart Cards, an external organization dictates the maintenance 
requirements, and BPA’s business needs drive the volume, while OSCO budgets and plans for production 
and maintenance activities.    

OSCO is ultimately accountable for the security infrastructure performance and its strategic deployment 
to provide the most effective protection for Agency assets.  For this purpose, OSCO has the responsibility 
of development of the asset management strategy to the reliability of the system.   

For the purpose of this document, a security asset is defined as material, equipment, software or hardware 
that is used for the primary purpose of providing security. 

Information Technology systems (e.g., network infrastructure, servers, software, etc.) are currently 
covered under IT asset management strategies.  These systems are considered outside the scope of this 
document.  

2.2. Inventory Management 
To better forecast, manage and coordinate maintenance activities, BPA initiated an effort to develop a 
security asset tracking system.  Phase 1 of this effort was completed in FY2011 by cataloging each 
component in a SharePoint inventory list.  This allowed for better tracking of associated maintenance 
activities.  Collection of data, such as installation date, life cycle, component criticality rating and 
replacement cost allowed for better planning and projection of future cost estimates.  

Figure 1 below shows some of the categories tracked for each component.  

Figure 1. Inventory categories 

 
Nearly 2,000 components are categorized by criticality in accordance with the Security Performance 
Assurance Program, which helps support the prioritization strategy for future maintenance and 
replacement.   

To continue to build on this foundation, OSCO in partnership with IT has initiated a joint effort to 
automate security asset tracking which will allow for: 

• Integration of maintenance data in support of better trending, planning, and calculating mean time 
to failure (MTF) based on BPA use. 

• When practical, integration with Transmission service cycles.  
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• Prioritization of strategic replacement of critical components near end of life cycle to prevent 
unplanned outages and reduce the risk of compliance violations. 

Until an automated solution is available, the current database will serve as the official repository and will 
be used to track the changing condition of each asset over time. 

2.3. Primary Asset Types and Groupings 
Security assets are grouped by system or function.  Protection strategies leverage several systems in 
unison for maximum benefit.  In some instances individual components may support several systems 
simultaneously. The criticality of one component or system may change based on the number and type of 
strategies being deployed.  Table 1 describes typical systems and components within those systems: 

Table 2. Summary of Asset Groupings and Systems 
• Maintenance rating is based on required service visits and/or associated costs. Service Cycle 

Scale: low = less than once a year, medium = at least once a year, high = more than once a year.   
• Cost Scale:  low = < $5,000, medium = $5,000 - $10,000, high = > $10,000 
• Life Cycle Scale: short = <5 years, medium = 5 to 10 years, long = > 10 years 

System or 
Function 

Purpose Asset Types Include O&M Characteristics Assets 
Owner 

Protective 
Barrier 

Provide a physical barrier between 
adversary and target.  Protective barriers 
delay an adversary’s attempts to gain 
entry or cause damage to critical 
components.   

• Fence 
• Gate 
• Padlock 
• Chains 
• Barbed wire 
• Door 
• Bullet resistant glass  
• Window protection 
• Vehicle Barriers 
  

• Low maintenance 
• Long life-cycle  
• Generally not replaced in 

its entirety. Usually repairs 
and upkeep involve small 
sections of fence, gate 
repair, etc.   

• O&M is low, but 
replacement of an entire 
fence or gate can be 
moderately high.  

FAM 

Access 
Control 

Access control systems provide multiple 
functions:  

• Provide records of who and when 
people access a facility  

• Increase security by decreasing the 
number of hard keys in circulation 

• Decrease the vulnerability of door 
lock mechanisms because card key 
electronic locks are less prone to 
forced entry 

• Reduces vulnerability by immediately 
deactivating card keys that are lost or 
stolen and reduces the requirement to 
change locks after hard keys are lost.  

Access controls support NERC CIP 
compliance for monitoring and logging 
access. 

• Card reader 
• Door contact 
• Electronic locks 
• Magnetic lock 
• Request to exit sensors 
• Associated wiring, 

circuitry, and power 
supplies 

• Medium maintenance 
• Long life cycle 
• Low replacement costs 
• Electro mechanical locking 

mechanisms require most 
frequent service visits 
dependent of frequency of 
use 

FAM 

IT-NJS 

 

Intrusion 
Detection 

Intrusion detection systems are intended 
to provide warning of pending intrusion 
and notification of an intrusion by 
unauthorized people attempting to carry 
out a crime or attack or improper access 
by employees.  Intrusion detection 
supports NERC CIP compliance by 

• Motion detectors 
• All “access control” 

components 
• Fence detection systems 
• Motion sensing cameras 
• Motion activated lights 

• Maintenance varies by 
component, but most will 
fall between Low/Medium 

• Medium lifecycle 
• Low costs with the 

exception of a few select 

IT-NJS 
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monitoring for and detecting 
unauthorized access. Intrusion detection 
supports faster and more effective law 
enforcement response. 

• Tamper alarms cameras and fence detection 
systems 

• Camera O&M will be noted 
in Surveillance section.  

Surveillance Surveillance systems are used in 
connection with intrusion detection, and 
access control systems. Video 
surveillance systems allow for the real 
time viewing and assessment of activity 
as well as the ability to review activity 
in the past to assess alarms related to 
inputs from the access control systems 
and the intrusion detection systems. The 
information provided is vital to an 
informed decision regarding response to 
a facility.   

• Fixed cameras 
• PTZ cameras 
• DVR/NVR 
• Mounting structures, 

hardware, wiring, and 
circuitry 

• Protective covers, domes 

• High maintenance 
• Short/Medium life-cycle 
• High replacement costs (as 

a system, i.e., multiple 
cameras + NVR, and 
peripherals)  

• Individually, 
cameras/DVRs are not 
significantly high cost. 

 

IT-NJS 

 

 

Lighting Lighting used specifically to address a 
security need, whether to support low 
light camera operation or to illuminate 
an area of security concern would be 
considered security lighting.   

• Entrance or gates 
• Camera lights 
• Perimeter lights 
• Special area lights 

 

• Medium maintenance 
• Short life cycle for 

conventional lights.   
• Long life cycle for modern 

technology such as LED. 
• Medium replacement cost 

FAM 

Early 
Intrusion 
Detection 

Early intrusion detection is an extension 
of the intrusion detection system.  This 
includes capability to detect activity 
outside the perimeter of the facility and 
provide early warning of potentially 
malevolent activity.   

• High definition (HD), 
infrared (IR), motion 
detection (MD) video 
surveillance and 
detection systems:  

• Seismic detection 
• Exterior MD 
• Outward facing lighting 

• High maintenance 
• Short life cycle 
• Individual replacement cost 

is moderate 

IT-NJS 

FAM  

 

 

IT Support 
System  

Underlying IT infrastructure that 
supports security systems and 
information. 

• Servers (Primary and 
Failover) 

• Network (LAN/WAN) 
• Applications (ProWatch 

& Rapid Eye) 
• Database & Backup  
• ProWatch Reporting 

Information Security & 
Compliance Monitoring 
(i.e., RSA, Tripwire, 
Firewalls)  

• Maintenance for these 
systems is covered under 
the IT Asset Management 
Plan 

IT-NJS/ 

NJSO/ 

NJNN 

Access 
Credentials 

Ensures that only authorized individuals 
have access to BPA facilities, 
information, and assets. 

• LSSOs 
• Smart Cards 

 

• Low maintenance 
• Short life-cycle 
• Low replacement cost 

OSCO  

 

Access 
Credential 
Production  

Equipment that supports record storage 
and production requirements for access 
credentials. 

• Printing station 
• Electriever file system 
• Light activation station 
• Finger print station  

• Low maintenance 
• Long life-cycle 
• High replacement cost 

OSCO  

FAM 

 

Screening Ensure that contraband such as weapons, 
firearms, controlled substances are not 
brought into BPA facilities. 

• X ray machines 
• Metal detectors 

 

• Low maintenance 
• Long life-cycle 
• High replacement cost 

OSCO  

 

ER 
Equipment 

Supplies and materials that outfit first 
responders and building wardens with 
the necessary tools to do their jobs 
during emergencies. 

• Warden supplies (e.g. 
vests, flashlights, etc.) 

• First responder supplies  
• Emergency supply 

lockers  

• Low maintenance 
• Short life cycle 
• Low replacement cost 

OSCO  
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2.4. Roles and Responsibilities 
Managing these services requires a coordinated effort between OSCO, Transmission Services, Facilities 
and IT.  With rapid evolution of the security system from analog to digital, BPA has established a 
specialized team within IT’s NJS organization, called ITPACS, whose primary function is to support IT-
based security systems and applications.     High-level roles and responsibilties for each organization are 
listed below. 

OSCO 
• Development of requirements based on protection priorities and compliance obligations 
• System testing 
• Design review and approval 
• Overall system accountability 
• Information owner 
• Identification, prioritization and tracking of corrective actions 
• Liaise/consult with TS, FAM and ITPACS to ensure security systems and designs meet all 

compliance requirements 
• Administrative operation of access control system 
• Identity verification and personnel risk assessments 
• Issuance and accountability of access credentials 
• COTR responsibilities in support of transmission projects affecting security systems 
• Budget management 
• Business case development and approval 

ITPACS 
• Implement quality assurance standards and procedures (projects & enhancements) 
• Ensure quality control of installed security system components (break fix & installations) 
• Ensure security system interoperability, reliability and performance  
• Software application maintenance, development and support 
• Cyber security management, audit and compliance (e.g., BPA IT, FISMA, NERC CIP, OIG) 
• Vendor management and contracts (i.e., invoice, statement of work, RFP) 
• Operations and maintenance, as well as research and development of systems and components in 

Table 2, where ITPACS is identified as the asset owner (e.g. cameras, DVRs, access control 
system components, communication systems, etc.)  

• Address corrective actions identified by OSCO 
• COTR duties, including those with security vendors in relation to maintenance, installation and 

system design 
• Design change review and approval (Information System Owner/System Security Manager) 

Transmission Services 
• Identify and prioritize critical infrastructure 
• Assist with prioritization of project completion 
• Assist with funding  
• Ensure that all new construction or any transmission construction project is designed and funded 

with security requirements in mind 
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Facilities Management 
• Operations and maintenance of systems and components in Table 2, where FAM is identified as 

the asset owner (e.g. fences, lights, doors, windows, etc.) 
• Operations and maintenance of FAM systems and components that support security assets 
• Address corrective actions identified by OSCO 
• Design review and approval where FAM assets are involved 

Maintenance Vendor (works with ITPACS) 
• Annual maintenance of security system 
• Break/fix based on ITPACS COTR call-out 
• NERC CIP upgrades (card readers, UPS, visitor access, etc.) 
• Address corrective actions issued by OSCO 

Installation Vendor (Works with ITPACS, OSCO, FAM, and Transmission) 
• Installation of security enhancements based on approved design 

o New builds 
o Transmission projects (seismic upgrades) 
o NERC CIP upgrades (card readers, UPS, visitor access, etc.) 

• Provide updated blue prints (post installation) 

Design Vendor (Works with ITPACS, OSCO, FAM, and Transmission) 
• Provides security design based on BPA construction standards and requirements provided by 

ITPACS, Transmission Services, Facilities and OSCO. 

2.5. Summary of Critical Infrastructure, Systems and Components 

2.5.1. Critical Infrastructure 
Identification and ranking of site criticality is covered in BPA’s CASP.  For the purpose of this document, 
any site that is not specifically identified as “Critical” may be covered under “Essential” or a Tier 4 
ranking, depending on security risk assessments and conditions.   

Table 3. Infrastructure Criticality Ranking 

Criticality 
Ranking 

Facility Protection Requirements 

 Tier 1 Control Centers Armed guards, perimeter protection, access control, visitor control 
 Tier 2 Most Critical 

Substations 
Robust fence, early detection, intrusion detection, surveillance, 
communication, and access & visitor control 

 Tier 315 Critical Substation  Robust fence, intrusion detection, surveillance, communication, and 
access & visitor control 

 Tier 4 Essential Facilities Protection based on site specific risk assessment 

                                                 
15 Protection requirements for Tier 3 sites are based on the FY2011 CASP but may changed depending on assessments done in 
the out years.  In the short term, control houses at Tier 3 sites will be protected to NERC CIP required standard and substation 
yard protected using an interim solution.   
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2.5.2. Critical Systems and Components 
Criticality of a security system or component is influenced by deployment and interdependency with other 
systems.  The table below shows all items in the current inventory16

Table 4. Critical Security Components 

 with indication of criticality to NERC 
CIP compliance and performance assurance based on “Protection Program Essential Elements” 
documented in Appendix A of the SPAP.  Only three of the components require planned replacement 
based on their impact on the security system effectiveness. 

Item Category Count NERC CIP 
Required 

Critical 
(SPAP) 

Requires Planned 
Replacement 

Camera  673 x x  
Card Reader  176 x    
Door Contact   228 x x  
DVR   92   x x 
Electronic Lock   138  x    
Firewall   86 x    
Motion Sensors/Detectors   27 x x  
Network switch   6 x    
PW-6000 Intelligent Controller (IC)   105 x   x 
REX (Request to Exit) Device   105 x    
RSA Primary / Failover   3/2 x x  
Serial to IP Converter   57 x x x 
Terminal Server Primary  / Failover   3/2 x x  
UPS  (Uninterruptible Power Supply) 15 x   

2.6. Prioritization 
Asset management initiatives, programs and projects are prioritized so that once regulatory compliance 
obligations are met, the focus shifts to risk-informed protection initiatives.  Security assets are further 
prioritized based on the level of criticality of the facility where it is located, as well as the impact the 
component or system has on maintaining security compliance (e.g. NERC CIP, HSPD-12, etc.) and 
security system effectiveness (e.g., identified by the SPAP).   

Table 5.  Priority Matrix 

Priority 
Level 

Asset Location Asset Type 

1 Any Location Critical System or Component for Compliance 
2 Most Critical (Tier 1 and 2) Critical System or Component for  Protection 
3 Critical (Tier 3) Critical System or Component for  Protection 
4 Essential (Tier 4) Critical System or Component for  Protection 
5 Most Critical (Tier 1 and 2) Non-critical  System or Component 
6 Critical (Tier 3) Non-critical  System or Component 
7 Essential (Tier 4) Non-critical  System or Component 

                                                 
16 Last updated 8/30/2011. 
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2.7. Risks 
Risks addressed by security assets are covered in relation to strategic initiatives in Table 1.  Three Agency 
level risks are quantified in more detail below. 

Table 6. Agency Level Risks 

Risk 1:  Experiencing terrorist type attacks at a critical transmission sites.   

Likelihood: Possible based on DHS assessment of “Medium Risk” of terrorist attack for critical 
energy infrastructure similar to those owned by BPA. 

Consequence: 1) System Reliability: Extreme – Loss of a single critical site such as Raver would 
impact the stability of the Bulk Electric System through loss of reactors and 
capacitors, significant loss of East to West generation integration, and capacity to 
move excess of 6,000 MW during peak seasons.   

2) Legal/Regulatory Obligation: Extreme – Loss or significant damage to any BPA 
critical assets would result in financial, regulatory, and regional accountability 
consequences.  This would lead to severe, observable impact and orders for substantial 
corrective action, including some mandatory changes in BPA operation or 
administration.    

3) Business/Finance: Major – As a subsequent impact of the losses identified under 
“System Reliability” there would be an impact to BPA customers and local economy.  
The level of impact has not been quantified.  Long-term loss of critical transmission 
facilities can reasonably be expected to have a major economic impact to regional 
customers. 

Risk 2:  Failure to meet compliance obligations   

Likelihood: Possible within 1 year 

Consequence: 1) Legal/Regulatory Obligation: Major to Extreme – Violation or non-compliance 
would lead to severe, observable impact and orders for substantial corrective action, 
including some mandatory changes in BPA operation or administration (e.g. Remedial 
Action Directives (RADs)). Noncompliance could bring national, regional, and local 
attention and criticism by entities such as DOE IG and GAO, as well financial 
sanction by NERC. 

Risk 3:        Continual exposure to criminal activity 

Likelihood: Probable17

Consequence: 

 within one year 

1) System Reliability: Major – Collateral damage to transmission system as a result 
of criminal activity such as burglary or theft. 
2) Legal/Regulatory Obligation: Minor – If loss or significant damage occurred to 
any BPA critical asset or NERC CIP site it could result in financial, regulatory, and 
regional accountability consequences.   

3) Business/Finance: Major – Annual financial loss due to criminal activity cost the 
Agency at least in the range of $100,000 to $1 million per year. 

                                                 
17 On average there are 77 security incidents annually reported to OSCO.   
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2.8. Metrics 
BPA’s OSCO has established performance targets for all core areas of its operation.  A large number of 
measures in the FY2012 Balance Score Card (BSC) for physical security and personnel security directly 
support the asset management initiatives.  A detailed description of current measures, including quarterly 
progress indicators, can be found in NN – Security and Continuity of Operations BSC (FY 2012) located 
at the BPA Strategic Planning SharePoint site:  

(http://internal.bpa.gov/sites/corp-strat/StrategicPlanning/Pages/StrategyMapsBalancedScorecards.aspx) 

Table 6 shows current and future targets for measuring success of the asset management initiatives.  
Future targets will be phased in as appropriate by either addition to current measures or in place of those 
measures, with a progressive drive for improved performance.   

Table 7.  Performance Metrics 

Initiative FY2012 Targets Future Target 

1. Protection of 
Critical 
Transmission 
Assets 

1) A Tier 2 proof of concept completed on schedule 
and within budget by September 30, 2012.  

2) Develop Tier II implementation policy/strategy 
that supports a long-term programmatic execution.  

3) Complete Physical Security capital program 
redesign which results in effective agreements, 
processes and procedures between SER, TS and IT 
to meet Security’s out year capital program in 
accordance with the requirements of CASP. 

1) Finalize programmatic implementation 
of critical site enhancements to include 
funding, scheduling, and refinement of 
supporting processes. 

2) Reduced number of security incidents at 
treated sites. 

2. NERC CIP 
Requirement  

(Not in BSC)  1) Security system enhancement in 
support of NERC CIP Version 2 and 3.  

 

1) Security system enhancement in support 
of NERC CIP Version 3 and 4.  

2) Reduced number of NERC CIP 
compliance violations (especially 
procedural) as a result of technological 
improvements and controls (e.g. automated 
visitor access vs. manual log books, Card 
readers vs. hard keys).  

3. Performance 
Testing & 
Preventative 
Maintenance  
 

1) Complete SPAP18

2) Streamline corrective action processes and 
tracking. 

 site visits, performance tests 
and PMs as scheduled.  

1) Explore efficiency gains by coupling 
SPAP site visits with other activities, such 
as planned replacement of components. 

2) Reduced number of corrective actions 
noted during visit (e.g. less than 2 per 
site). 

4. Replacement 
and Renewal 
Program 

1) Joint measure between OSCO and ITPACs  team  
to develop an automated security asset management 
system: 

2) (Not in BSC)  Replace outdated critical 
components based on identified asset strategy  
(section 3.3.2) 

1) Planned replacements are completed as 
defined by asset plan. 

2) Reduced number of call outs as a 
percentage of system components. 

3) Develop service level agreement for 
maintenance and metrics for system 
performance using DOEs guidelines where 
applicable (e.g. # of false/nuisance alarms, 

                                                 
18 Performances tests are designed in accordance with DOE O 473.3. 

http://internal.bpa.gov/sites/corp-strat/StrategicPlanning/Pages/StrategyMapsBalancedScorecards.aspx�
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# of unplanned outages, etc.) 

5. System 
Reliability 
Projects 

Joint measures between OSCO and ITPACs to: 

1) Establish a testing platform and plan  

2) Develop interim security protection to be used in 
lieu of full enhancement 

3) Improve power reliability for PACS  

1) Plan and implement interim solution 

2) Establish and adhere to service level 
agreement for component testing. 

3) Improve security system reliability 
project based on system wide assessment 

6. Access 
Credentials 
(Smart Cards 
and LSSOs) 

1) On-boarding paperwork is processed; employees 
and contractors are cleared to work, and issued a 
Local Site Specific Only (LSSO) badge within 14 
days. 

2) Update all digital certificates prior to expiration, 
with no more than 2-3% expiration allowance for 
instances of known variances, such as employees 
out of the country or on extended leave. 

3) Eligible applicants are processed for Smart Cards 
and are ready for pick up within 45 days from the 
point of enrollment. 

4) Ensure that employees with access to NERC CIP 
sites go through recurring background checks every 
7 years. 

5) Implement a new process for short-term CFTE 
on-boarding where the responsibility of pre-
employment background investigations falls on the 
contracting company rather than BPA.    

1) Maintain or reduce on-boarding time. 

2) Reduce on-boarding costs. 

3) Reduce Smart Card processing time. 

4) Reduce Smart Card processing costs. 

5) Reduced percentage of allowance for 
expirations for digital certificates. 

6) Zero reportable PRA NERC CIP 
violations. 

2.9. Gaps  
A future version of this plan will be aimed at strengthening the strategy through new or improved 
initiatives, refined projections, and by closing the following gaps: 

1. Incorporation of Business Continuity asset management. 
2. Integration between OSCO, IT, and FAM asset management plans. 
3. Incorporation of maintenance activities currently covered by Transmission’s security budget. 

2.9.1. Business Continuity Asset Management 
OSCO is currently undergoing organizational realignment.  By Q2 of FY2012, the function of business 
continuity will be fully integrated with security and emergency response.  This phase of the plan does not 
include asset management strategies for continuity of operation.  By the next version of the plan or 
through an addendum, the plan will include the following: 

• Development and maintenance strategy the Business Continuity Portal. 
• BC initiative to improve BPA’s disaster recovery and business continuity preparedness, which 

supports construction projects such as the building of an alternate operating facility. 
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3. Investment Recommendations 
The following sections provide the investment recommendations for FY12 to FY21 that support the 
strategic initiatives targeted for meeting key security asset management objectives. New implementation 
initiatives are qualified by security risk reduction analysis based on a Streamline Security Risk 
Assessment strategy (SSRA) derived from the Risk Assessment Methodology for Transmission (RAM-
T).  The concise comparison of risk reductions is covered in Appendix 5.1.  

3.1. Critical Asset Security Plan 
The CASP was developed to enhance the reliability and protection of the transmission system and to 
address all security requirements related to protection of critical assets, including those mandated by U.S. 
Department of Energy (DOE), North American Electric Reliability Corporation (NERC) and Department 
of Homeland Security (DHS).  This integrated protection approach is the primary driver behind security’s 
capital program, and was supported by BPA’s Business Operations Board (BOB) in September 2010 for 
implementation. 

Due to rapidly evolving security compliance requirements for critical infrastructure protection, the 
implementation of the CASP has resulted in three initiatives: 1) comprehensive protection of most critical 
assets, 2) implementation of security systems in response to new compliance obligations (e.g., NERC 
CIP), and 3) protection of facilities essential to operation. 

3.1.1. Initiative 1 – Protection of Most Critical Transmission Assets 
The objective of this program is the installation of security systems that provide the recommended 
solution for protecting BPA’s most critical transmission substations.  Sites relative criticality are captured 
in the Priority Pathways methodology by Substation Operations. Sites are also evaluated for consequence 
level by using the RAM-T site criticality and ranking method. This provides a well balanced indication of 
the severity of impact to customers and the Northwest economy in the event the site is significantly 
damaged or loss due to criminal activity.  

This program mitigates the possibility of BPA being noncompliant with regulatory requirements and 
prevents the major consequences of attracting national and regional attention and criticism. More 
importantly, this project mitigates the rare, but extreme, risk of a malevolent attack that could impact the 
transmission system by impacting system reliability and voltage stability, causing loss of revenue due to 
path constraints, and possible rate increases for the customers, if we had to replace a substantially 
damaged substation. 

The program calls for security enhancements at top most critical transmission substations (Tier 2).  The 
estimated risk reduction as a result of this implementation is quantified in the Table 8. 

Table 8.  Estimated Security Risk Impact - Tier 2 Protection 
(Note: The “Before” state assumes Level 119

 
 and NERC CIP systems up to CIP 006 Version 3.) 

Before Tier 2 Treatment After Tier 2 Treatment % Risk Reduction20

Threat 

 

Risk Numerical Risk Range Risk Numerical Risk Range  
International Terrorist 0.49 Medium 0.42 Medium 7% 
Eco Terrorist / Special Interest 0.45 Medium 0.36 Medium 9% 
Criminal Activity 0.45 Medium 0.2 Low 25% 
Vandal 0.4 Medium 0.18 Low 22% 
Insider 0.13 Low 0.13 Low 0% 

                                                 
19 Level 1 – Baseline security system includes fenced Control House, one automated vehicle gate, camera at the vehicle gate. 
20 Percentage of risk reduction is based on maximum Risk Numerical value of 1. 
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The cost per Tier 2 site is proportionate to the total linear footage of the fence line.  Based on a current 
design and contractor estimate the cost per linear foot is $720.  The schedule for implementation is 
dependent on availability of funds.  With the current capital allocation and increasing cost of NERC CIP 
compliance (see Section 3.1.2), the most viable schedule extends the completion of this program into  
FY 2022. Table 9 shows the number of sites to be protected per year and their corresponding cost.   

Table 9.  Capital Cost Projection with Baseline Budget  ($000s)  

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 
# of Sites 1 -    -    -    1 1 2 2 1    1   9 

Tier 2 Critical Site Protection 2,900 -    -    -    3,377 4,153 5,897 6,103 4,152 5,673 32,255 

Tier 3 Critical Site Protection -    -    -    -    -    -    -    -    -    -    -    

TOTAL 2,900 -    -    -    3,377 4,153 5,897 6,103 4,152 5,673 32,255 

 
Delaying this vital protection exacerbates the risks identified in Table 1. The recommended alternative 
calls for a minimum of one enhancement per year to complete the program in FY 2019. This alternative 
would also allow for commencement of protection program for the next level of critical sites (Tier 3).  
Table 9 shows the recommended schedule.  

Table 10.  Capital Cost Projection with Alternative Funding Model  ($000s) (RECOMMENDED) 

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 
# of Sites 1 1 1 1 2 2 1   1  -    -    10 

Tier 2 Critical Site Protection 2,900 3,377 4,153 3,200 5,887 7,070 5,710 4,145 -    -    36,442 

Tier 3 Critical Site Protection -    -    -    -    -    -    -    -    1,000 1,000 2,000 

TOTAL 2,900 3,377 4,153 3,200 5,887 7,070 5,710 4,145 1,000 1,000 38,442 

 
A third alternative has been developed to assess the impact of an additional 25 percent capital reduction 
(see Appendix 5.2).    

3.1.2. Initiative 2 – NERC CIP Required Implementation 
NERC CIP implementation from the date of release to “go live” is typically eight quarters or two years.  
As such, projecting the cost impact of NERC requirements is typically limited to a three-to-four year 
window.   

CIP 006 Versions 2 and 3 
The current physical security requirements from NERC CIP were released in CIP 006 Versions 2 and 3, 
and focus on protection of Critical Cyber Assets (CCAs) housed within a transmission substation control 
house by enhancing access control through logging and monitoring.   

As indicated by risk comparison in Table 11, this investment reduces the security risk posed by the insider 
threat, however has limited risk reduction on other threat categories. 
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Table 11.  Security Risk Rating Impact of Tier 2 Protection 
 (Note: The “Before” state assumes Level 121

 
) 

Before NERC CIP Version 3 After NERC CIP Version 3  % Risk Reduction22

Threat 

 

Risk Numerical Risk Range Risk Numerical    Risk Range   

International Terrorist 0.49 Medium 0.49 Medium 0% 

Eco Terrorist / 
Special Interest 

0.45 Medium 0.45 Medium 0% 

Criminal Activity 0.45 Medium 0.45 Medium 0% 

Vandal 0.4 Medium 0.4 Medium 0% 

Insider 0.23 Low 0.13 Low 10% 

 

Based on a recent clarification of what is considered a CCA, it was determined that BPA may have a gap 
in required access control, logging and monitoring systems once particular Transmission equipment is 
brought online (e.g. D400s and Ethernet-based relays).   

Based on this new understanding,    Chart 1. Impact of NERC CIP Versions 2 & 3 
53 of 58 BPA critical assets have 
potential CCAs  
• 17 sites treated as CCAs due to 

active D400s to close WECC 
gap analysis 

• 36 sites treated as CCAs to 
facilitate activation of D400s  

• 5 sites identified as Critical 
Transmission Assets do not 
contain D400s (CCAs) and will 
not be treated in FY2012  

 
Due to the relative criticality of the 
sites containing CCAs, the majority 
already contain baseline security 
systems.  As a result, the 
implementation cost for this version 
is relatively low, at $30,000 per site. 
 
Table 12 .  Capital Cost for NERC CIP Versions 2 &3 

                                                 
21 Level 1 – Baseline security system includes fenced Control House, one automated vehicle gate, camera at the vehicle gate. 
22 Percentage of risk reduction is based on maximum Risk Numerical value of 1. 

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 
NERC CIP Version 2 & 3 at 17 sites  450 -    - - - - - - - - 450 

NERC CIP Version 2 &3 at 36 sites  840 800 -    -    -    -    -    -    -    -    1,640 

TOTAL 1,290 800 -    -    -    -    -    -    -    -    2,090 

Current Sites with 
CCAs

(Active D400s), 17

Sites with CCAs
(Pending Activation 

of D400s), 36

Critical Assets  
requiring NERC  

5

       

53 of 58 
assets 
require 
additional 
NERC CIP 
protection 
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CIP 006 Versions 4 
Chart 2. Impact of NERC CIP Versions 4 on BPAs Critical Infrastructure 

NERC CIP Version 4 is 
expected to be released in 
FY2013.  Preliminary analysis 
indicates that this version 
would increase the number of 
BPA assets requiring NERC 
CIP enhancements by 33 sites 
due to reclassification of what 
is considered a “critical asset.”  
With the exception of a few 
sites, there are no security 
systems at these newly 
identified NERC CIP sites, as 
they were assigned relatively 
lower level of criticality based 
on both RAM-T and Priority 
Pathways Methodologies. As 
such, estimated cost for 
implementation is $125,000 
per site.   The relative risk 
reduction from the base condition is demonstrated in Table 13. 

Table 13.  Estimated Security Risk Rating Impact of CIP Version 4 Protection 
(Note: The “Before” state assumes no security systems.) 

 Before NERC CIP  
Version 4  

After NERC CIP 
 Version 4  

% Risk Reduction 

Threat Risk Numerical Risk Range Risk Numerical    Risk Range   

International Terrorist 0.4 Medium 0.40 Medium 0% 

Eco Terrorist / Special 
Interest 

0.37 Medium 0.37 Medium 0% 

Criminal Activity 0.39 Medium 0.35 Medium 4% 

Vandal 0.36 Medium 0.32 Medium 4% 

Insider 0.23 Low 0.13 Low 10% 

 
This project will take priority in FY2013 and will require nearly the entire capital to implement. 
 
Table 14 .  Capital Cost for NERC CIP Versions 4 

 

 

 

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 
NERC CIP Version 4 at 33 sites  - 4,148 - - - - - - - - 4,148 

TOTAL  4,148 -    -    -    -    -    -    -    -    4,148 
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CIP 006 Versions 5 
NERC CIP Version 5 states that any opening of 96 square inches or greater with one dimension of 6 
inches or greater be protected from physical entry by using barriers, bars, steel screens or other means.  
This version may have an implementation date of as early as Jan. 1, 2015. Assuming that all qualifying 
sites have already been treated with requirements from earlier versions, there will be no additional risk 
reduction from this type of treatment.    

Table 15.  Estimated Security Risk Rating Impact of CIP Version 5 Protection 
(Note: The “Before” state assumes Level 123

 
 and NERC CIP systems up to CIP 006 Version 4)  

Before NERC CIP  
Version 5  

After NERC CIP  
Version 5  

% Risk Reduction 

Threat Risk Numerical Risk Range Risk Numerical    Risk Range   

International Terrorist 0.49 Medium 0.49 Medium 0% 

Eco Terrorist / Special 
Interest 

0.45 Medium 0.45 Medium 0% 

Criminal Activity 0.45 Medium 0.45 Medium 0% 

Vandal 0.4 Medium 0.4 Medium 0% 

Insider 0.13 Low 0.13 Low 0% 

 

The cost for this type of treatment at nearly 90 sites, most of which have more than one facility per site, is 
estimated in the range of $9.3 to $12.5 million.  Given the current budget; implementation will carry over 
into FY 2016.  From the physical security protection standpoint, there is no return on investment.  

Table 16.  Capital Costs for NERC CIP Versions 5 
FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

NERC CIP Version 524 -  - 4,947 4,942 2,600 - - - - - 12,489 

TOTAL - - 4,947 4,942 2,600 - - - - - 12,489 

 
Based on past trends it could be assumed that NERC CIP requirements will continue during the planning 
period, but there is insufficient information to project cost of implementation for future releases.   To meet 
this unknown risk, BPA will use the prioritization strategy identified in Section 2.6 to address future 
requirements.  Combined cost of NERC CIP through Version 5 is documented in Table 17. 

Table 17 .  Combined Cost for NERC CIP Cimplience 

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 
NERC CIP Requirements  1,290 4,948 4,947 4,942 2,600 - - - - - 18,727 
TOTAL 1,290 4,948 4,947 4,942 2,600 - - - - - 18,727 

 

 

 

 

                                                 
23 Level 1 – Baseline security system includes fenced Control House, one automated vehicle gate, camera at the vehicle gate. 
24 Baseline funding is insufficient to meet the FY2015 implementation date. 
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3.1.3. Initiative 3 – Transmission and Non-transmission Tier 4 Site Protection  

Non- Transmission Facilities 
Based on a recent assessment of the BPA Headquarters security system, it was determined that, although 
functional, many of the security systems are no longer technologically viable (e.g., limited parts 
availability, replacement units no longer available, etc.). Most of the building’s exterior cameras are of 
older, analog technology and past their service life.  The various aspects of the 905 building’s security 
systems were installed at different periods of time.  The installations range from as early as 1988 to the 
present, resulting in a diverse network of security equipment, of varying technology, that may be as much 
as 24 years old.   

In a joint effort with ITPACS, OSCO is developing a holistic, updated design, utilizing current 
technologies designed to work together as an integrated system for greater effectiveness and efficiency. 
Development of a new design, together with upgraded security equipment, will enable improved system 
performance with the integration of system component functionality.   

Additionally, a security survey of the Ross Complex indicates that if the underlying physical security 
infrastructure were upgraded to include automated systems, additional fencing, lights, video surveillance 
and intermediate level vehicle barriers, the number of guard hours could be significantly reduced.  The 
Agency currently spends $394,000 per year guarding the main entrance to the complex.  This could be 
reduced to $140,000 per year for an annual savings of $254,000.  The improvement project is estimated in 
the range of $500,000 to $1 million.  The Agency could experience a return on investment in two to four 
years.    

Tier 4 Transmission Facilities 
Chart 3. Reported Security Incidents (2003-2011) 

 The Agency looses nearly $270,000 per year due 
to criminal activity. This estimate is extremely 
conservative as it excludes time and labor and does 
not account for unreported damages addressed 
locally by the substation operation.  Chart 3 shows 
incidents by type. 

 
Chart 4. Material Loss Due to Security Incidents  

 

The majority of these incidents 
take place at Tier 4 level 
transmission substations.  Due 
to increasing cost of cupper 
and other heavy metals, the 
criminal activity in on the rise.  
Chart 4 shows total loss per 
year reported to OSCO. 
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With capital constraints and higher priority demands from compliance and critical infrastructure 
protection initiatives, this initiative will be delayed until FY 2017.  Table 18 shows the funding allocation 
through FY 2021. 

Table 18.  Non-Transmission and Tier 4 Site Protection 
FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

Non-Transmission Facility Enhancements - - - - - 1,000 - - - - 1,000 

TOTAL - - - - - 1,000 - - - - 1,000 

3.2. Performance Testing & Preventative Maintenance 
In accordance with DOE order 473.3, the objective of the SPAP program is to identify essential security 
system elements, conduct regular system performance tests and maintenance, and see that corrective 
maintenance is addressed in accordance to the level of criticality of site or system.   The DOE 
requirements for completing performance testing is annually. The requirements for testing and 
maintenance under NERC is every three years.   

Security system performance is ensured in the following ways: 

• Physical Security team conducts performance tests annually at all critical transmission facilities.   
• ITPACS and Maintenance vendor conducts preventative maintenance of critical components. 
• Alarm Monitoring Station reviews surveillance footage around the clock. 
• Any issues impacting the performance of the security system are reported to the group responsible 

for addressing the issue in accordance with requirements identified in DOE O 473.3 Attachment 3, 
Section A, Chapter V. Maintenance.   

Figure 2 shows most common issues and routing protocols.  

Figure 2. Corrective Action Routing 

 
The cost associated with this program is calculated based on labor and travel. The current estimate is 
$1,000 per site.  Any cost for repair or replacement is documented under Initiative 4.  Systems at 58 sites 
are assessed annually for a total annual expense of approximately $60,000.  In FY2014 the number of 
sites requiring an SPAP visit is expected to increase to approximately 90.   

BPA is exploring outsourcing options for this process to reduce cost and free up BFTE resources. 



Security Infrastructure Asset Management Strategy  Draft 

31 

 

Table 19.  Projected Costs for SPAP Program ($000s) 
FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

Site Visits and PM Checks 60 60 90 90 90 90 90 90 90 90 840 

TOTAL 60 60 90 90 90 90 90 90 90 90 840 

3.3. Initiative 4 – Replacement and Renewal Program 

3.3.1. Replacement upon Failure 
BPA’s security system design was developed as a layered system to minimize a single point of failure.  A 
layered security system leverages the various components, technologies, and manual intervention to help 
ensure continuous protection coverage.  When using this approach, there are a limited number of system 
components whose failure would result in immediate elevation of risk requiring an immediate response. 
The layered security system supports a “break/fix” strategy or replacement upon failure approach. 

Based on historic billing from the maintenance vendor for “break/fix” activities, the average annual 
spending for O&M is $200,000 at transmission facilities, and $40,000 at non-transmission facilities.  With 
the new planned replacement strategy described in section 3.3.2 below, it is estimated that the new 
combined annual cost for non-critical component replacement and repair using break/fix approach is 
around $150,000 per year.  Table 9 below projects this cost over time with three percent inflation as well 
as a 15 percent increase in 2014 due to addition of new assets as a result of NERC CIP Version 4 descried 
in Section 3.1.2.25

Table 20.  Cost of Replacement Upon Failure ($000s) 

    

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

Replacement Upon Failure (break/fix) 150 200 210 221 232 243 255 268 281 295 2,355 

TOTAL 150 200 210 221 232 243 255 268 281 295 2,355 

3.3.2. Planned Replacement 
Currently, only four components have been identified as requiring an exception to the “break/fix” 
approach. Digital video recorders (DVRs), analog to IP converters, intelligence controllers (IC), and 
cameras require systematic replacement.  DVRs, converters, and ICs are considered critical security 
system components, whose failure would cause an immediate and unacceptable increase in risk, or 
inability to provide reasonable protection.   

Cameras are recommended for a systematic replacement because, with the break / fix approach, there is a 
high risk of multiple failures within a short time, causing an unmanageable strain on resources.  This risk 
is exacerbated by the fact that cameras constitute 35 percent of all physical security components, with a 
large number installed in a short period of time.   

It is recommended that: 

• DVRs and analog to IP converters be replaced at 25 percent per year after exceeding expected life-
cycle26

                                                 
25 NERC CIP Version 4 will increase the number of facilities by nearly 40%.  The financial impact of maintaining these 
additional assets is estimated at 15 % of current spending because most components have a greater than ten year life cycle.   

, with the fifth year supporting a system-wide replacement of intelligence controllers. 
Intelligence controllers do not fit a phased replacement model because they typically have a new 
version release every five years which requires a system-wide replacement.  

26 Life-cycle based on manufacturer recommendations and fail rates experienced by BPA. 
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• Cameras replaced on a break/fix basis with a minimum of 10 percent replacement per year for four 
years27

• IC replacement be capitalized and coupled with system wide update of cameras that are past life-
cycle or no longer technologically viable (e.g., analog).   

.  

Table 10 shows the projected spending for the planned replacement strategy. 

3.3.3. Maintaining Tier 2 Site Enhancements 
As described under section 3.1.1, initiative 1 will result in large scale security system enhancements at the 
most critical transmission sites.  The maintenance requirements have been estimated as follows: 

• Year 1 – Covered under warranty 
• Year 2 – $5,000 for maintenance  
• Year 3 – $10,000 for maintenance and minor repairs/replacements 
• Year 4 – $30,000 for maintenance and increased number of repairs/replacements 
• Year 5 – $80,000 for maintenance and increased number of repairs/replacements 
• Year 6 – $5,000 for maintenance  
• Year 7 – Repeating cycle from year 2 

Based on the recommended implementation schedule (Section 3.1.1- table 10) maintenance costs are 
estimate in the Table 21. Due to a significant betterment of the security infrastructure and a spike in costs 
every five years, it is recommended that replacement and renew program costs be capitalized in FY2015 
and FY2020.   

Table 21.  Capital & Expense Costs for Security System Replacement and Renewal Program ($000s) 
FY 2012 2013 2014 2015* 2016 2017 2018 2019 2020* 2021 Total 

25% replacement of DVRs (96 total) 146 146 146 146 - 146 146 146 146 - 1,171 

25% replacement of IP Converters (57 total) 21 21 21 21 - 21 21 21 21 - 171 

10% replacement of Cameras (670 total) 34 67 67 402 34 67 67 67 402 - 1,206 

25% Phased Replacement IC (105 total) - - - 273 - - - - 273 - 546 

Tier 2 Maintenance (Site 1) - - 5 10 30 80 5 5 10 30 175 

Tier 2 Maintenance (Site 2) - - -   - - 5 10 30 80 125 

Tier 2 Maintenance (Site 3) - - - - - - - 5 10 30 45 

Tier 2 Maintenance (Site 4) - - - - - - - - 5 10 15 

Tier 2 Maintenance (Site 5) - - - - - - - - 5 10 15 

Tier 2 Maintenance (Site 6) - - - - - - - - - 5 5 

Tier 2 Maintenance (Site 7) - - - - - - - - - 5 5 

Tier 2 Maintenance (Site 8) - - - - - - - - - - 0 

Tier 2 Maintenance (Site 9) - - - - - - - - - - 0 

Tier 2 Maintenance (Site 10) - - - - - - - - - - 0 

Total 201 235 240 858 79 360 365 375 993 190 3,894 

* FY 2015 and 2020 projects can be capitalized 

                                                 
27 Exception to the 10% is FY2012 which will only support a 5% replacement 
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3.4. Initiative 5 – System Reliability Projects 
The OSCO and ITPACS teams have identified the following gaps that impact system reliability: 

• Lack of formal testing procedures (to include acceptance, approval steps) and change management 
documentation (FISMA/ATO, NERC CIP) for new security equipment 

• Need for protecting critical assets in the short-term, while the full enhancement program is 
completed 

• Need for an automated inventory management system 
• Need to improve power reliability to security systems 

The two teams have committed to addressing these gaps by following joint balance scorecard measures.  

• Testing Platform and Plan - A testing platform and plan is developed to test and approve IT based 
security equipment.  

• Interim Security Protection - A plan is developed and accepted by stakeholders to support an 
interim solution for the protection of critical assets.  

• Asset Management Plan Automation - An automated asset management tool is identified, and a 
proposal is provided to decision makers to sponsor technical design and implementation for 
FY2013.  

• Power Reliability for PACS - UPS hardware standard is selected and implemented at a pilot site.  
In addition to the current effort, it is projected that funding is going to be required for another two years in 
order to fully address system reliability needs.   Costs associated with this initiative are documented in 
table 22.  

Table 22.  ITPAC System Reliability Projects ($000s) 
FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

System Reliability Projects 250 100 50 - - - - - - - 400 

Total 
250 100 50 - - - - - - - 400 

3.5. Initiative 6 - Entrusted Workforce  
OSCO is currently managing over 5,500 access credentials (4,200 Smart Cards and 1,300 LSSOs) for all 
BPA employees and contractors.  This function was implemented in 2005 in support of HSPD-12.  This 
directive requires executive agencies to verify identity for all individuals being considered for access to 
government facilities and information, and outlines a common credential requirement (Smart Card).   

In accordance with HSPD-12 and NERC CIP, prior to a new employee or contractor starting work at BPA 
he or she must undergo personnel risk assessment (PRA) and personal identity verification (PIV) to 
receive a government issued Smart Card and authorized access to critical cyber assets.  OSCO is 
responsible for managing all costs associated with Smart Cards.  Additionally, OSCO runs a full service 
enrollment center requiring equipment purchase and ongoing maintenance.   

All costs associated with background investigations (BI) for HSPD-12 and NERC CIP PRAs are paid to 
Office of Personnel Management (OPM). Smart Card production and maintenance fees are paid to DOE.  
Both Smart Cards and PRAs have mandatory re-processing cycles.  Smart Cards are only valid for five 
years requiring a reissue of a new card prior to expiration to maintain access. PRAs require employees to 
undergo background reinvestigation every seven years to maintain authorized access to critical cyber 
assets.   

Additionally, BPA has a population of approximately 60 employees that possess an access authorization 
(clearance). These employees are required by DOE to undergo a recurring background investigation every 
five and 10 years depending on the level of clearance. 
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Lastly, approximately 400 federal employees are categorized as “public trust” and require initiation of a 
higher background investigation.  An estimated 200 employees remain to complete the process.  It is 
expected that the remaining employees will be completed over the next four years at a rate of 50 per year. 

Costs for these activities are presented in Table 23 and Chart 5. Fluctuations are primarily driven by 
Smart Card replacement cycles with peek activity in FY2014 and FY2019. 

Table 23. Access Credential Costs28

FY 

 
2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

DOE - New Smart Card 25 25 25 25 25 25 25 25 25 25 277 

DOE - Smart Card Maintenance 155 155 155 155 155 155 155 155 155 155 1,701 

DOE - Enrollment / Activation Station Lease 17 17 17 17 17 17 17 17 17 17 189 

DOE - Smart Cards Replacement Costs (5 year 
cycle) 

- 32 211 87 52 - 32 211 87 52 769 

OPM - Initial Cost of BI for on-boarding 100 100 100 100 100 100 100 100 100 100 1,100 

OPM - 7 Year Recurring PRAs 1 3 9 13 13 43 8 1 3 9 102 

OPM - Clearances (L & Q) 10 10 10 10 10 10 10 10 10 10 110 

OPM - Public Trust (SF 85 P) 30 30 30 30 - - - - - - 123 

Printing Materials for LSSOs 15 15 15 15 15 15 15 15 15 15 165 

Total 353 387 571 452 388 365 363 533 412 383 4,536 

 
Chart 5. Access Credential Management Costs 
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28 Estimates are based on the assumption that population of Smart Card holders will remain steady at 4,500 + 200 and on-
boarding rates will remain fairly constant as compared to FY2011. 
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4. Summary of Recommended Investments 
The BPA OSCO Asset Management Plan includes the following capital projects: 

• Initiative 1 - Implementation of Tier 2 protection at most critical transmission substations. 
• Initiative 2 - NERC CIP versions 2 through 5 required security system enhancements.  
• Initiative 3 – Protection of non-transmission and Tier 4 transmission sites.  
• Initiative 5 – Capitalized renewal of critical components no longer technologically viable or at risk 

of failure due to exceeding life-cycle. 

Table 24. Capital Plan for FY 12 – FY 21($000s) 
FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

Security Capital Budget 
(after 10% reduction & 15% Lapsed) 

4,190 4,948 4,947 4,942 5,700 5,699 6,232 5,443 5,445 5,436 52,982 

   

Tier 2 Critical Site Protection 2,900 -    -    -    3,377 4,153 5,897 6,103 4,152 5,673 32,255 

Tier 3 Critical Site Protection -    -    -    -    -    -    -    -    -    -    -    

NERC CIP Version 2 & 3 at 17 sites  450 - - - - - - - - - 450 

NERC CIP Version 2 & 3 at 36 sites  840 800 -    -    -    -    -    -    -    -    1,640 

NERC CIP Version 4 at 33 sites  -    4,148 - - - - - - - - 4,148 

NERC CIP Version 5* -    -    4,947 - - - - - - - 12,489 

Non-Transmission and Tier 4 Sites 
Protection 

- - - - - 1,000 - - - - 1,000 

Capital update of failing systems -    - - - - - - - 1,000 - 1,000 

TOTAL CAPITAL 4,190 4,948 4,947 4,942 5,977 5,153 5,897 6,103 5,152 5,673 4,190 

   

Delta (current budget vs. estimates) - - - - -277 546 335 -660 293 -237 - 

Chart 6. Capital Plan FY12 to FY21 
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The expense plan for BPA OSCO asset management covers the following: 

• Performance testing and preventative maintenance. 
• Replacement of life limited components (planned and upon failure). 
• Projects to improve security system reliability.  
• Smart Card production and maintenance. 

Table 25. Expense Plan for FY 12 – FY 21($000s) 
FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

Site Visits and PM Checks 60 60 90 90 90 90 90 90 90 90 840 

Replacement Upon Failure  150 200 210 221 232 243 255 268 281 295 2,355 

Planned Replacement 201 235 235 843 34 235 235 235 843 - 3,094 

Tier 2 Maintenance - - 5 10 30 80 10 20 60 170 385 

System Reliability Projects 250 100 50 - - - - - - - 400 

Physical Security Subtotal  661 595 590 1,163 385 648 590 613 1,274 555 7,075 

 

Personnel Security Subtotal 330 350 340 580 450 390 370 370 340 410 3,930 

 

Grand Total 991 945 930 1,743 835 1,038 960 983 1,614 965 11,005 

Chart 7. Expense Plan FY12 to FY21 
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Appendix 

A-1 Comparison of Risk Reduction  
Executive Summary of Comparison of Risk Reduction 

This document outlines the comparative risk reduction of the several security enhancement levels and 
tiers.  It is important to understand the dynamics of the various threats noted in the tables.  Reduction of 
risk is based on the effectiveness of a security system when compared to a given threat with given 
capability, intent, motive, and historical activity.  Reduction of risk from a terrorist threat takes 
significantly greater investment in security than reduction in risk from other threats like general criminal 
activity and vandalism.  In addition, certain types of security systems will be more effective for reducing 
risk from certain threats, while having practically no impact on others.   

For example: The Alvey Substation 500kV Control House had received all required NERC CIP security 
systems yet, these systems had no impact in preventing intrusion into the energized yard wherein apparent 
metals theft was the motive.  The resulting collateral damage of two ground mounted station service 
transformers, cable tread-ways and fire damage to the 500kV control house caused a prolonged outage of 
the 500kV California-Oregon AC intertie and nearly one million dollars in damage.  The NERC CIP 
requirements had no risk reduction against general criminal activity. 

 
Figure A-1.1 Collateral Damage from Attempted Metals Theft 

This document supports the premises that regulatory compliance requirements will override the ability to 
apply a risk based decision process with respect to implementation of security strategies.   

Conversely, this document supports the notion that a risk based approach to security will allow for a 
graded approach to implementing security strategies based on actual operational criticality of a site, 
business need and other factors deemed important by agency decision makers.                                          

Beginning in 2001 BPA began to implement security improvements based on risk assessments. The 
improvements were developed in progressively increasing levels with greater risk reduction.  This early 
process described security “Levels” for gradually increasing security protection.   

In 2008 security protection required by NERC CIP 006 began to be implemented. Irrespective of actual 
risk assessment results, or risk reduction, the regulatory compliance requirements stemming from NERC 
CIP 006 were mandated and implemented.  Due to limited financial and human resources, risk based 
decisions for implementing security at identified critical sites ceased, except for the risk associated with 
non compliance. Financial and human resources have been completely dedicated to regulatory compliance 
with little in the way of actual risk reduction accomplished.  

In 2010 BPA began to develop a Graded Security Policy consistent with recent DOE published 
requirements.  This policy, captured in the Critical Asset Security Plan (CASP), brings together in one 
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comprehensive document all the various regulatory compliance requirements and the risk based approach 
of the Streamlined Security Risk Assessment Strategy (SSRA).  

In order to facilitate a continuing risk based security assessment process to identify the effectiveness of 
security systems and risk reduction; in 2010 the Streamlined Security Risk Assessment Strategy was 
developed. Based on the RAM-T and data acquired from the preceding 10 years of risk assessment 
activity, the SSRA leverages the RAM-T data and the flexibility the RAM-T methodology offers.   

The A-1.1 below indicates the various security system attributes of the early level one and two systems, 
and the more recently developed Tier 1, 2, 3, and 4 as well as the NERC CIP required systems. 

Table A-1.1 Systems Insalled Under Each Protection Approach 
Security Element No 

Upgrades 
L-1 

2001 
L-2 

2004 
NERC 
2009 

T-4 
2010 

T-3 
2010 

T-2 
2010 

T-1-CC 
2010 

Fences (standard Chain Link) X    TBD    

Fully Fenced Control House (Chain Link)  X X  TBD    

Fully Fenced with Beta Fence Including 
Control House 

    TBD X X TBD 

Automated Gates  X X  TBD X X X 

Fence Intrusion Detection Systems   X  TBD X X TBD 

Control House Video Surveillance    X TBD X X X 

Single Video Surveillance Camera  at One 
Automated Gate 

 X X  TBD X X X 

Yard Video Surveillance   X  TBD X X NA 

Standard Facility Lighting X X X  TBD X X X 

Increased Security Lighting     TBD X X TBD 

Motion Detectors (Exterior with Video)   X  TBD X X TBD 

Motion Detectors (Interior)    X TBD X X  

Enhanced Perimeter Detection     TBD  X  

Door Contacts    X TBD X X X 

Access Control Systems    X TBD X X X 

24/7 Security / Armed Security and Patrol     TBD   X 

Security Screening     TBD   X 

HSPD-12 Background Screening X X X  TBD X X X 

Personnel Risk Assessments    X TBD X X X 

Recurring Background Checks (7yr)    X TBD X X X 

Recurring Security Training X X X X TBD X X X 

Incident Reporting Policies Requirements X X X X TBD X X X 

 

Part 1 of this document covers the estimated risk tables for substations having a maximum voltage of 
525kV and in compliance with NERC CIP Versions 1-3 and Version 5, with explanations.  Version 4 only 
increased the number of sites requiring protection not the scope of the specific requirements.  BPA 
identified 58 substations and 2 control centers under the requirements outlined in NERC CIP 002 Critical 
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Cyber Asset Identification often referred to as the top 60 sites.  NOTE: The analysis below does not 
include the Control Center risk assessments.  
Part 2 covers sites that would be included in “NERC CIP 002 –Critical Cyber Asset Identification Version 
4” (V-4).   

Risk rating is calculated using the following equation: 
Risk = Threat (Pa) x Consequence (c) x  (1 - Security system effectiveness (Pe)) 

The rating scales for threat, consequence and security system effectiveness are shown in the figures 
below. 

Figure A-1.2 Threat Assessment Scale Tool  

 
Figure A-1.3 Consequence and Security System Effectiveness Scale Tool 

 
 

Part 1: Top 58 Critical Sites 
As a baseline, Table A-1.2 shows an estimation of security risk according to previous conditions wherein 
no security enhancements had been installed. This data has been retrieved from risk assessments 
conducted from 2001-2008 and updated in the SSRA.   

Table A-1.2 Estimated Risk for 500kV Critical Substations- No Security Enhancements 
Threat Threat 

(Pa) 
Consequence 

(c) 
Security 

(Pe) 
Risk Equation Risk 

Numerical 
Risk 

Range 

International Terrorist .5 .99 .01 .5 x .99 x(1-.01) .49 Medium 

Eco Terrorist/Special Interest .5 .9 .01 .5 x .9 x (1-.01) .45 Medium 

Criminal Activity .99 .5 .01 .99 x .5 x (1-.01) .49 Medium 

Vandal .9 .5 .01 .9 x .5 x (1-.01) .45 Medium 

Insider .5 .5 .1 .5 x .5 x (1-.1) .23 Low 
 

Table A-1.3 represents an estimation of risk based on minimum security enhancements referred to as 
Level One Enhancements.  Level One Enhancements included extending the substation chain link fence 
line to include completely enclosing the Control House, one automated vehicle gate with card key reader 
and one video camera at the vehicle gate.  These enhancements were intended to provide a simple 
baseline level of security for all BPA sites of significant importance including maintenance headquarters.  
It was understood at the time that there would be relatively little in the way of risk reduction, particularly 
for higher level threats such as terrorist groups. This table is not expressed in the Streamlined Security 
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Risk Assessment Strategy (SSRA) because at the time the SSRA was developed; all sites with Level One 
Enhancements had received or were scheduled to receive the required NERC CIP security systems up to 
CIP 006 Version 3. 

Table A-1.3 Estimated Risk for 500kV Critical Substations- Level One Enhancements Only 
Threat Threat 

(Pa) 
Consequence 

(c) 
Security 

(Pe) 
Risk Equation Risk 

Numerical 
Risk 

Range 

International Terrorist .5 .99 .01 .5 x .99 x (1-.01) .49 Medium 

Eco Terrorist/Special Interest .5 .9 .01 .5 x .9 x (1-.01) .45 Medium 

Criminal Activity .99 .5 .1 .99 x .5 x (1-.1) .45 Medium 

Vandal .9 .5 .1 .9 x .5 x (1-.1) .4 Medium 

Insider .5 .5 .1 .5 x .5 x (1-.1) .23 Low 
 

Table A-1.4 is derived directly from the SSRA.  This table reflects that the only adversary group impacted 
by the NERC CIP 006 security requirements was the insider threat. NERC CIP systems up to Version 3 
would have no impact on highly capable, motivated adversaries. Despite the erroneous assumption by 
some, that the NERC CIP security requirements would impact terrorists, and motivated criminals, the 
systems are not capable of impeding the activities commonly associated with those threats.  BPA as an 
agency generally enjoyed a relatively low level of insider threat.  NERC CIP security requirements tend to 
leverage the HSPD 12 requirements as well as the internal substation operations policies for authorized 
unescorted access to energized facilities.  Therefore, we see a significant reduction is the insider threat 
while other “outsider” threats remain relatively unaffected by the investment in these systems.  However, 
the implementation of the NERC CIP systems provides detection and monitoring capability.  These 
benefits are difficult to quantify without a response capability sufficient to interrupt the undesired event.  
We now have detection and response capability that includes notifying police and Transmission Dispatch 
but the ability to quantify that response cannot be accurately quantified.  These types of benefits are often 
referred to as “Intangible Benefits.”  These systems are not capable of stopping determined adversaries, 
but an analyst may choose to estimate an increase in Security System Effectiveness in very small 
increments not likely to result in a significant risk reduction. 

Table A-1.4 Estimated Risk for 500kV Substations having Level One and NERC CIP Security systems 
up to CIP 006 Version 3. 

Threat Threat 
(Pa) 

Consequence 
(c) 

Security 
(Pe) 

Risk Equation Risk 
Numerical 

Risk 
Range 

International Terrorist .5 .99 .01 .5 x .99 x (1-.01) .49 Medium 

Eco Terrorist/Special Interest .5 .9 .01 .5 x .9 x (1-.01) .45 Medium 

Criminal Activity .99 .5 .1 .99 x .5 x (1-.1) .45 Medium 

Vandal .9 .5 .1 .9 x .5 x (1-.1) .4 Medium 

Insider .5 .5 .5 .5 x .5 x (1-.5) .13 Low 
 

NERC CIP 006-5 (V-5) requires that any opening of 96 square inches or greater with one dimension of 6 
inches or greater be protected from physical entry by using barriers, bars, steel screens or other means.  
Analysis of the actual physical protection properties of these materials used to cover openings of 96 
square inches clearly indicates there are no actual physical protection benefits for these types of openings.  
These types of openings are typically covered with windows, bug screens, louvers and other common 
devices.   
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Under the new version, windows, HVAC vents, and other common openings will require the addition of 
the described barriers.   

Comprehensive Threat Analysis including the analysis of threat capability, intent and  attack methods 
indicates the V-5 recommendation for securing openings of 96 square inches is either completely 
ineffective or completely inappropriate or both.  BPA risk analysis over the last 12 years has yielded no 
information to suggest openings of 96 square inches have ever been, or will ever be exploited.  To the 
contrary, in all instances of substation burglary, the burglar has used common entries such as doors.  
There are no records of burglary at BPA through the use of a small opening such as the size described in 
the standard.   

Therefore, there is no reasonable basis to assign a risk reduction by virtue of a security system 
effectiveness increase resulting from the assumed implementation of NERC CIP 006 Version 5.  Table  
A-1.5 remains unchanged from the Table A-1.4 reflecting Level One and NERC CIP 006 Versions 1-3.  
Sites identified as NERC CIP sites are equipped with intrusion detections systems for all areas that could 
be used as an access point at the control houses and relay houses including access tunnels and all 
windows. 

Table A-1.5 Estimated Risk Reduction for 500kV sites assuming Level One, NERC CIP Version 1-3, 
and Version 5 as it applies to these sites   
Note: NERC CIP 002-4 (V-4) deals with broadening the criteria “Critical Assets” are defined by and will include 
many 230-115kV and below substations. The scope of the actual protective requirements was not affected by V-4. 
Therefore the table below does not reflect changes in risk from the implementation of V-4. 

Threat Threat 
(Pa) 

Consequence 
(c) 

Security 
(Pe) 

Risk Equation Risk 
Numerical 

Risk 
Range 

International Terrorist .5 .99 .01 .5 x .99 x (1-.01) .49 Medium 

Eco Terrorist/Special Interest .5 .9 .01 .5 x .9 x (1-.01) .45 Medium 

Criminal Activity .99 .5 .1 .99 x .5 x (1-.1) .45 Medium 

Vandal .9 .5 .1 .9 x .5 x (1-.1) .4 Medium 

Insider .5 .5 .5 .5 x .5 x (1-.5) .13 Low 

 
Tier 2 security improvements include: penetration resistant “Beta” fence with integrated fence intrusion 
detection system, security lighting with outward pointing high intensity motion sensor activated lighting 
and Infra-red video surveillance systems. The entire perimeter including the control house is fenced with 
automated card key operated vehicle gates.   

Table A-1.6 represents a modest increase in security system effectiveness against highly motivated and 
capable adversaries such as international terrorist groups and a significant increase in effectiveness 
against burglary, theft, and vandalism.   

The Tier 2 security system provides a sophisticated level of surveillance and detection giving BPA the 
opportunity to leverage early warning information of unauthorized or criminal activity. Table A-1.6 does 
not represent the full potential of risk reduction at this time.   

To fully realize the potential risk reduction of Tier 2 security systems, a robust response plan capable of 
interrupting, stopping or mitigating the attack is necessary.  
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Table A-1.6 Estimated Risk Reduction for 500kV site with Tier 2 and NERC CIP 006 Versions 1-3.  
Note: NERC CIP 002-4 (V-4) deals with broadening the criteria “Critical Assets” are defined by and will 
include many 230-115kV and below substations. The scope of the actual protective requirements was not 
affected by V-4. Therefore the table below does not reflect changes in risk from the implementation of  
V-4. CIP 006 Version 5 risk reduction is null as previously indicated in Table 4. 

Threat Threat 
(Pa) 

Consequence 
(c) 

Security 
(Pe) 

Risk Equation Risk 
Numerical 

Risk 
Range 

International Terrorist .5 .99 .15 .5 x .99 x (1-.15) .42 Medium 

Eco Terrorist/Special Interest .5 .9 .2 .5 x .9 x (1-.2) .36 Medium 

Criminal Activity .9 .5 .55 .9 x .5 x (1-.55) .2 Low 

Vandal .8 .5 .55 .9 x .5 x (1-.55) .18 Low 

Insider .5 .5 .5 .5 x .5 x (1-.5) .13 Low 

 

Part 2 – CIP Version 4 Defined Critical Sites 
Part 2 covers the estimated risk tables for Sites impacted by the requirements found in NERC CIP 002 
Version 4 Identification of Critical Cyber Assets.  For sites impacted by this version such as those sites 
having a maximum voltage of 230kV, the same rational for an absence of risk reduction if Version 5 were 
to be implemented applies.  

The sites represented by this section are consistent with the sites on the Priority Pathway list, ranging 
from site number 68-167.  The RAM-T ranking process resulted in significantly lower scores based on 
impacts to National Security, Economic Security, Public Health and Safety, Generation and overall Grid 
Reliability.  These sites scored between 7 and 10 points out of a possible 15, with only 4 of the 29 sites 
scoring 10 points. Unlike the top 60 substations on the Priority Pathways list having maximum voltage of 
525kv and being considered as the most operationally critical substations; the sites in this section are 
somewhat less critical based on the data provided in the Priority Pathway list, the RAM-T rankings, and 
by having up to 230kV.   

Table A-1.7 represents an initial estimation of consequence values somewhat less than the consequence 
values found in the top 60 substations. Often, the target desirability changes with criticality and 
consequence.  The screening criteria required by NERC CIP 002 Version 4, to identify Critical Cyber 
Assets may not have otherwise been applied to these sites, absent being a NERC requirement.   

Without adequate consequence results from an attack or intrusion, an adversary may choose to conserve 
resources in order to execute an action at a more critical target.  The security systems associated with this 
table are insufficient to deter a determined, capable and prepared adversary. 

Table A-1.7 Estimated Risk for NERC CIP 002 Version 4 sites under current conditions (no security 
systems) 

Threat Threat 
(Pa) 

Consequence 
(c) 

Security 
(Pe) 

Risk Equation Risk 
Numerical 

Risk 
Range 

International Terrorist .5 .8 .01 .5 x .8 x (1-.01) .4 Medium 

Eco Terrorist/Special Interest .5 .75 .01 .5 x .75 x (1-.01) .37 Medium 

Criminal Activity .99 .4 .01 .99 x .4 x (1-.01) .39 Medium 

Vandal .9 .4 .01 .9 x .4 x (1-.01) .36 Medium 

Insider .5 .5 .1 .5 x .5 x (1-.1) .23 Low 
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Level One Enhancements included extending the substation chain link fence line to include completely 
enclosing the Control House, one automated vehicle gate with card key reader and one video camera at 
the vehicle gate.  These enhancements were intended to provide a simple baseline level of security for all 
BPA sites of significant importance including maintenance headquarters.  It was understood at the time 
there would be relatively little in the way of risk reduction, particularly for higher level threats such as 
terrorist groups.  It is unlikely that the sites identified as a result of version 4 would have otherwise 
received security enhancement absent a site specific need.  

Table A-1.8 Estimated Risk for NERC CIP 006 Version 4 identified sites with Level One Security 
Systems only. 

Threat Threat 
(Pa) 

Consequence 
(c) 

Security 
(Pe) 

Risk Equation Risk 
Numerical 

Risk 
Range 

International Terrorist .5 .8 .01 .5 x .8 x (1-.01) .4 Medium 

Eco Terrorist/Special Interest .5 .75 .01 .5 x .75 x (1-.01) .37 Medium 

Criminal Activity .99 .4 .1 .99 x .4 x (1-.1) .35 Medium 

Vandal .9 .4 .1 .9 x .4 x (1-.1) .32 Medium 

Insider .5 .5 .1 .5 x .5 x (1-.1) .23 Low 
 

With the NERC CIP Versions 1-3 and Level One security systems installed, the decrease in Insider risk is 
reduced. This is consistent with the risk analysis and threat analysis of previous risk assessments and the 
Streamlined Security Risk Assessment Strategy (SSRA). The Version 1-3 requirements would not deter a 
determined adversary therefore there is no reduction for other adversary groups. It is unlikely that the sites 
identified as a result of version 4 would have otherwise been considered to receive security enhancement 
absent a site specific need. 

Table A-1.9 Estimated Risk for NERC CIP 006 Version 4 identified sites with Level One and NERC  
CIP 006 Versions 1-3 Security Systems  

Threat Threat 
(Pa) 

Consequence 
(c) 

Security 
(Pe) 

Risk Equation Risk 
Numerical 

Risk 
Range 

International Terrorist .5 .8 .01 .5 x .8 x(1-.01) .4 Medium 

Eco Terrorist/Special Interest .5 .75 .01 .5 x .75 x (1-.01) .37 Medium 

Criminal Activity .99 .4 .1 .99 x .4 x (1-.1) .35 Medium 

Vandal .9 .4 .1 .9 x .4 x (1-.1) .32 Medium 

Insider .5 .5 .5 .5 x .5 x(1-.5) .13 Low 
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A-2. Additional 25% Capital Reduction  
An alternate implementation schedule has been developed to assess the impact of an additional 25 percent 
reduction from base funded amount29

• Extension of the implementation schedule for Tier 2 sites by four years. 

.  Achieving the 25 percent requires: 

• Delaying protection of critical Tier 3 and essential Tier 4 sites by as much as a decade. 

• Foregoing capitalization of large-scale system updates as recommended in section 3.3.3 resulting 
in an increase in the expense budget by over $2 million dollars.  

This type of a cut would expose BPA to risks that would be mitigated by the strategic initiatives 1 to 3 as 
documented in Table 1, as well as the Agency Level Risks identified in Table 6.  The asset management 
objectives of compliance and protection would be severely compromised.  

Table A-1. Capital Cost Projection with Additional 25% Reduction ($000s) (ALTERNATIVE) 

FY 2012 2013 2014 2015 2016 2017 2018 2019 2020 2021 Total 

Base Capital Budget 4,190 4,948 4,947 4,942 5,700 5,699 6,232 5,443 5,445 5,436 52,982 

Additional 25%  3,143 3,711 3,710 3,707 4,275 4,274 4,674 4,082 4,084 4,077 39,737 

   
Tier 2 Critical Site Protection 2,900 -    -    -    -    1,412 4,674 4,082 4,084 4,077 21,229 

Tier 3 Critical Site Protection -    -    -    -    -    -    -    -    -    -    -    

NERC CIP Version 2 & 3 at 17 sites  450 - - - - - - - - - 450 

NERC CIP Version 2 & 3 at 36 sites  - 1,640 -    -    -    -    -    -    -    -    1,640 

NERC CIP Version 4 at 33 sites  -    2,071 2,054   - - - - - - 4,125 

NERC CIP Version 5* -    -    1,656 3,707 4,275 2,862 - - - - 12,500 

Non-Transmission & Tier 4 Sites 
Protection - - - - -   - - -    -    -    

Capital update of failing systems -    - - - - - - -    -    -    -    

TOTAL CAPITAL 3,350 3,711 3,710 3,707 4,275 4,274 4,674 4,082 4,084 4,077 39,944 

 

Delta (75% budget vs. estimate) -207 0 0 0 0 0 0 0 0 0 -207 

 
 

                                                 
29 Base amount includes an already applied 10% reduction + 15% lapsed factor 
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